Energy yield analysis and evaluation of solar irradiance models for a utility scale solar PV plant in South Africa by Mahachi, Tafara
Energy yield analysis and evaluation of solar irradiance
models for a utility scale solar PV plant in South Africa
by
Tafara Mahachi
Thesis presented in partial fulfilment of the requirements for the
degree of Master of Engineering (Electrical and Electronics) in the
Faculty of Engineering at Stellenbosch University
Supervisor: Dr. A. J. Rix
December 2016
DECLARATION
By submitting this thesis electronically, I declare that the entirety of the work contained therein
is my own, original work, that I am the sole author thereof (save to the extent explicitly oth-
erwise stated), that reproduction and publication thereof by Stellenbosch University will not
infringe any third party rights and that I have not previously in its entirety or in part submitted
it for obtaining any qualification.
December 2016
Date: . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . .
Copyright © 2016 Stellenbosch University
All rights reserved.
i
Stellenbosch University  https://scholar.sun.ac.za
ABSTRACT
Energy yield analysis and evaluation of solar irradiance models for a utility scale
solar PV plant in South Africa
T. Mahachi
Department of Electrical and Electronic Engineering,
University of Stellenbosch,
Private Bag X1, Matieland 7602, South Africa.
Thesis: MEng (E & E)
December 2016
It is critical for electrical utility providers to be certain of the field performance of their
systems in order to realize returns on project investments. Due to the actual output of installed
solar PV modules being far more involved than in standard test conditions, some real world
systems outperform simulations. The output of a solar PV system depends on various factors
like local weather, system design characteristics, etc. Various energy forecasting simulation
software exist and PVsyst is one of the most reliable when given the right input data. It is vital
that software simulated energy yield values closely correlate with the actual field performance.
In this study, the cause of the seasonal differences in measured and simulated energy yield
for a solar PV power plant in South Africa is investigated. It was observed that a fixed tilt
75 MWP operational system significantly outperformed the software simulations in winter
months during its first year of operation. Normally it is expected that simulations perform
better than real world systems. In order to achieve our goals, an initial yield assessment was
done in PVsyst and simulation results were evaluated against measured data. Differences in
actual and estimated weather conditions were avoided by using irradiance and ambient tem-
perature values recorded at the solar PV plant site. Due to the overestimation of losses in the
PVsyst model, the simulated results did not correlate with the measured values of energy yield.
In the simulations, the real world system was underestimated by a yearly average value of 6.4%
and 5% using the Hay and Perez model respectively.
Understanding the performance drivers and losses within a solar PV system is crucial for
ensuring reliable and high performance solar PV systems. Due to the overestimation of losses
in the default PVsyst loss model, system loss values were then derived from the data recorded
on the solar PV plant site. Findings from the calculated losses were then used to improve
the PVsyst model for the solar PV plant. After using 30 minute average input data and the
ii
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improved PVsyst loss model, the real operational system was slightly underestimated by the
improved simulation model by a yearly average value of 0.78%. Seasonal differences between
measured and simulated energy yield were still observed. These differences were larger in
winter than in summer and they were also in correlation with the variances in the measured
and PVsyst estimated Plane-Of-Array irradiance.
Due to the seasonal differences between the improved PVsyst model and the measured
energy yield values in winter months, irradiance models that estimate the Plane-Of-Array ir-
radiance from Global Horizontal Irradiance measurements were evaluated for South African
climatic conditions. The most common irradiance decomposition models namely Orgill and
Hollands, Erbs, Louche, Reindl1, Reindl2, DISC and Dirint were evaluated as well as combi-
nations of the Isotropic, Sandia, Klucher, Hay, Reindl and Perez transposition models with the
best performing decomposition models. Based on the root mean square values, the best per-
forming decomposition models were the Dirint, Louche and Disc whereas the Perez, Reindl
and Hay transposition models performed the best for South African sites. On a monthly ba-
sis, simulations done using measured Plane-Of-Array irradiance were within 2% of the field
recorded values. It was then concluded that the choice of irradiance data, transposition and
loss models has a significant effect on the short and long term energy predictions.
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Africa”)
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Departement van Elektriese en Elektroniese Ingenieurswese ,
Universiteit van Stellenbosch,
Privaatsak X1, Matieland 7602, Suid Afrika.
Tesis: MIng (E & E)
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Dit is belangrik dat maatskappye uitvind hoe goed hulle sisteme in die praktyk presteer sodat
hulle verseker kan wees van ’n goeie opbrengs op hulle belegging in die projek. Omdat die
werklike uitsette van son fotovoltaïese (FV) modules baie meer kompleks is as in standaard
toetstoestande, vertoon sommige sisteme onder werklike toestande (in die praktyk) beter as
in die simulasies. Die uitsette van ’n son FV sisteem hang af van verskillende faktore soos die
plaaslike weer, die ontwerpkenmerke van die sisteem, ens. Daar bestaan verskillende soorte si-
mulasie sagteware wat voorspellings kan maak, waarvan PVsyst een van die mees betroubaar-
ste is as die regte data ingevoer word. Dit is veral belangrik dat die sagteware-gesimuleerde
energie opbrengs waardes met die werklike prestasies in die veld moet ooreenstem.
Tydens hierdie studie is daar ondersoek ingestel na die oorsake van seisoenale verskille in
die gemete en gesimuleerde energie opbrengs van ’n son FV aanleg in Suid-Afrika. Daar is
gevind dat ’n 75 MWP operasionele sisteem die sagteware simulasies gedurende die winter-
maande gedurende die eerste jaar nadat dit in werking gestel het, ver oortref. Gewoonlik word
daar verwag dat simulasie beter sal vaar as sisteme in die praktyk. Om ons doelwitte te bereik
is daar ’n aanvanklike opbrengs assessering in PVsyst gedoen en die bevindinge is teen gemete
data evalueer. Verskille in werklike en geskatte weerstoestande is vermy deur om stralings
waardes en omringende temperature wat op die terrein self gemeet is, te gebruik. Aangesien
die verliese in die Psyst model verkeerd geskat is, het die gesimuleerde resultate nie met die
gemete energie opbrengs ooreengestem nie. In die simulasie is die werklike sisteme met ’n
gemiddeld van 6.4% en 5 % onderskat gebruik van die hooi en Peres model onderskeidelik.
iv
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Dit is baie belangrik om die prestasie drywers en verliese binne ’n son FV sisteem te ver-
staan om sodoende die betroubaarheid en hoë opbrengs van die sisteem te verseker. Weens
die oorskatting van verliese in die verstek PVsyst verlies model, is verlieswaardes verkry uit
data wat by die aanleg self opgeteken is. Die berekende verlies syfers is toe gebruik om die
PVsyst model van die aanleg te verbeter. Nadat gebruik gemaak is van 30-minuut gemiddelde
inset data en die verbeterde PVsyst verlies model, is die werklike operasionele sisteem met
’n jaarlikse waarde van 0.78% deur die verbeterde simulasie model, effens onderskat. Seisoe-
nale verskille tussen die gemete en simuleerde energie opbrengs is egter nog-steeds opgemerk.
Hierdie veskille is in die winter groter as in die somer en het ooreengestem met die verskille in
die gemete en deur die PVsyst geskatte Plane-Of-Array straling.
Weens die seisoenale verskille tussen die verbeterde PVsyst model en die gemete energie
opbrengs in die wintermaande, is stralingsmodelle wat die "Plane-Of-Array-straling van Glo-
bal Horizontal Irradiance skat vir Suid-Afrikaanse toestande ge-evalueer. Die volgende mo-
delle is ge-evalueer: Orgill en Hollands, Erbs, Louche, Reindl1, Reindl2, DISC en Dirint, asook
kombinasies van Isotropic, Sandia, Klucher, Hay, Reindl en Perez transposisie modelle. Geba-
seer op die wortel van die gemiddelde kwadraat waardes, is die modelle wat die beste presteer
die Dirint, Louche en DISC modelle en die transposisie modelle wat in Suid-Afrika die beste
presteer is Perez, Reindl en Hay. Op ’n maandelikse basis is simulasies wat met Plane-Of-Array
straling gedoen is, binne 2% van die waardes wat in die praktyk opgeteken is. Daar is tot die
slotsom gekom dat die keuse van stralingsdata, transposisie en verlies modelle ’n belangrike
effek het op lang- sowel as kortstermyn energie voorspellings.
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CHAPTER 1
INTRODUCTION
1.1 History and background
Edmund Becquerel, a 19 year old French physicist, presented the photovoltaic (PV) effect for
the first time in 1839. He achieved this by illuminating a metal electrode in a weak electrolyte
solution, causing a voltage to appear [1]. The photovoltaic effect in solids was studied for
the first time by Adams and Day almost 40 years later and they managed to build selenium-
based cells with efficiencies of 1% to 2% [1]. In 1904 Albert Einstein published the theoretical
explanation of the photovoltaic effect. The first generation of single crystal silicon-based cells
were introduced in the 1940s by a Polish scientist, Czochralski, and there were several attempts
to commercialise PV in the 1950s but the cost was prohibitive [1]. In 1958 PV emerged as
a practical source of energy when it was used in space for the Vanguard 1 satellite [1]. A
relatively cheaper cell designed from a poorer grade of silicon was introduced in the 1970s by
Elliot Berman. In the 1980s large utility scale PV systems appeared and PV began to be used
in many terrestrial applications that were off-grid, like highway lights, small home systems,
calculators, signs, etc. In 1984 ARCO Solar introduced the first amorphous silicon module and
in 1986 they introduced the first commercial thin film PV module. In the 1990s the cost of PV
dropped whilst the efficiencies of cells increased to 20%, which catalysed the growth of PV and
by 2002 the worldwide PV production was increasing by 20% per year, making it a fast growing
energy technology [2]. According to research done by Fraunhofer, for the last 35 years, each
time the cumulative production doubled, the price went down by 19.1%, as shown in Figure 1.1
[3]. Consequently, the price of PV is now comparable to that of fossil fuels. Vast Mega-Watt
projects exist now and some of them will be described in the section to follow.
1.2 Solar PV
Fossil fuels (oil, coal or gas) are the main sources of energy worldwide and their use causes
greenhouse gas emissions into the atmosphere, thereby contributing to global warming. Other
sources of energy like nuclear energy may release carbon in smaller amounts but their radioac-
tive waste poses danger to the environment since it remains active over thousands of years.
Due to the increase in energy demand, fossil fuels reserves are decreasing. This calls for the use
1
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Figure 1.1: Historical change of PV module pricing from 1980 to 2015 [3].
of viable alternative renewable and sustainable sources of energy such as wind, solar, tides,
geothermal heat energy etc. Of these, solar energy is most readily available globally.
Solar energy is harnessed from sunlight and it has little or no harmful effects on the envi-
ronment. Solar PV also avoids the emissions of carbon dioxide into the atmosphere and low
maintenance is required. As a result, solar energy has received much attention in recent times
and increasing numbers of large scale solar PV plants are being constructed [4]. Due to the
abundance of sunlight, especially in Africa, solar energy is thought to be a promising renew-
able energy source for the future [5].
The solar PV industry also creates employment opportunities especially during the in-
stalling stage. However, this technology requires a high initial investment in order to be imple-
mented, though little additional investment is required after installing the solar PV system.
1.2.1 Solar PV worldwide
The global cumulative PV installation up until 2015 is as shown in Figure 1.2. At the end of
2015, the total cumulative installations amounted to 242 GWP and the percentages by region of
the total global installations (including off-grid systems) is 21% for China, 16% for Germany,
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Figure 1.2: Global cumulative PV installation until 2015 [3].
8% for Italy, 16% for Rest of Europe, 14% for Japan, 13% for North America and 12% for rest of
world. The global capacity of solar PV is expected to reach the GW-range by the mid-twenty
first century, due to the expansion of the MW-range solar PV systems [2]. As of September
2016, the world’s largest solar PV power station is the 850 MWP Longyangxia Dam Solar Park
which was installed in two phases, with the first phase (320 MWP) completed in 2013 and the
second phase (530 MWP) completed in 2015.
1.2.2 Solar PV in SA
Due to the demand for electricity slowly eclipsing the supply and the need to reduce the green-
house gas emissions, solar PV is amongst the most viable alternative sources of renewable and
sustainable energy under scrutiny. South Africa’s energy needs could be met by fully exploring
the pollution free and virtually limitless solar resource abundant throughout the country. As
shown in Figure 1.3, South Africa receive high levels of solar radiation, with most areas averag-
ing more than 2000 kWh/m2 annually though it relies mostly on coal as the source of electrical
energy. However, extensive efforts are being made to reduce the country’s strong reliance on
fossil fuels and the government set a target to purchase 10% of its electricity from renewable
sources by the year 2020 [7]. In South Africa, megawatt solar PV systems are very new and
there is great scope for their development in the future. Solar PV is one of the renewable en-
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Figure 1.3: Global horizontal data for South Africa [6].
ergy technologies that has attracted investment from independent power producers courtesy
of the competitive bidding process called the Renewable Energy Independent Power Producer
Procurement Program (REIPPPP) introduced by the government of South Africa on 3 August
2011 [7]. Table 1.1 shows the pricing implemented in five successful bid windows (1, 2, 3, 3.5
and 4) in the first four years of the REIPPPP in South Africa. From the table it can be seen that
the REIPPPP is delivering energy at increasingly cost competitive rates as shown by the de-
creasing renewable price path from bid windows (BW) 1 to 4. The price for solar PV dropped
by 75% to ZAR0.82 /kWh between bid window 1 and bid window 4, which is comparable to
that of new coal generation [8]. By March 2016, 2.2 GW of the procured capacity was delivering
2.1 GW and this represents 31% towards the 2020 target of 7 GW and also 12% of the 2030 target
of 17.8 GW.
Of all the solar PV projects awarded in the first bidding round in South Africa, of interest
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is the 75 MWP Kalkbult solar PV power plant. Completed 3 months ahead of schedule in a
record time (January 2013 - September 2013), the fixed tilt, 75 MWP power plant was the first
grid-connected and operational REIPPPP project in South Africa. The data measured at the
75 MWP solar PV power plant will be used in this study.
In the development stage of a solar PV system, simulation tools are used to forecast its
energy yield. In order to realise returns on project investments, it is critical for solar PV plant
owners to be certain of the performance in the field. As a result, it is therefore vital for the initial
energy yield forecast values of a solar PV system to correlate with the actual performance.
However, due to various factors that affect the energy output of a solar PV plant, the simulation
results does not always correlate with real world energy output of solar PV systems. Therefore,
better simulation models can be developed by investigating on the cause of the differences
between simulated and measured energy output of a solar PV plant.
1.3 Project description
1.3.1 Problem statement
The first grid connected solar PV system in South Africa exhibited differences in the initial
energy yield assessment and the actual plant performance in its first year of operation, i.e.
2014. Measured energy yield data for the 75 MWP solar PV plant in South Africa does not
correlate with software software simulated values, especially in winter months. Therefore it
is necessary to investigate and evaluate the cause of the variances between the measured and
software simulated energy yield for the 75 MWP solar PV plant and then improve the energy
simulation model. A detailed analysis and comparison of measured and software-simulated
energy production, irradiance decomposition and transposition models is also done.
Table 1.1: Decreasing renewables price path (March 2016) [8].
BW1 BW2 BW3 BW3.5 BW4
ZAR/kWh ZAR/kWh ZAR/kWh ZAR/kWh ZAR/kWh
Solar PV 3.29 1.96 1.05 - 0.82
Solar CSP 3.20 3.00 1.74 1.62 -
Onshore wind 1.36 1.07 0.78 - 0.68
Small hydro - 1.23 - - 1.12
Landfill gas - - 1.00 - -
Biomass - - 1.49 - 1.45
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1.3.2 Goals and Objectives
The focus of study in this thesis is on determining the cause of the differences between the
initial energy yield prediction and the measured energy yield for Kalkbult solar PV plant as
indicated by the owner, Scatec Solar. After that, recommendations that will improve the energy
yield prediction model and therefore minimise the differences in the simulated and measured
energy yield for the solar PV power plant will be made. The improved model will enable
accurate forecasting of the available generation capacity of the solar PV plant as required by
the utility provider.
Energy yield simulation software uses different irradiance models that convert Global Hor-
izontal Irradiance (GHI) into Plane-Of-Array (POA) irradiance and there is no standard com-
bination of irradiance decomposition and transposition models. While there are various ir-
radiance models in use, it is necessary to find those that perform best under South African
conditions.
To achieve the overall aim, the objectives in this research are as follow:
• Critically study and understand the simulation software used to predict the energy yield
i.e. look for factors that cause uncertainty in energy yield prediction.
• Validate the input meteorological data used in the simulation software as well as the
energy yield data monitored at the solar PV plant site.
• Perform a sensitivity analysis to determine the influence of the irradiance equipment
uncertainty on the energy yield.
• Perform an initial energy yield assessment using PVsyst simulation software using de-
fault loss assumptions and site-recorded input meteo-data (Global Horizontal Irradiance
and ambient temperature) according to the PVsyst report in Appendix A.
• Critically evaluate the energy yield simulated results against measured grid energy data.
• Compare, contrast and investigate the variances between the measured and PVsyst sim-
ulated energy yield (complete a root cause diagnosis).
• Make recommendations that will improve the energy yield prediction model.
• Perform another energy yield assessment using the improved PVsyst model.
• Simulate irradiance decomposition models that convert GHI to the horizontal beam and
diffuse components by modelling in Matlab.
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• Evaluate the irradiance decomposition models using statistical methods to find the best
performing model under South African weather conditions.
• Simulate irradiance transposition models in combination with the best performing de-
composition model by modelling in Matlab.
• Evaluate the combinations of the irradiance transposition models and the best perform-
ing decomposition models using statistical methods.
• Draw final conclusions and make recommendations for future work.
1.3.3 Significance of the Research
While this study is limited to a specific time period and location, it indicates the significance of
performing proper assessments regarding the implementation of tilted radiation models in pre-
dicting energy yield using simulation software. Due to the lack of a standard combination of
decomposition and transposition models, empirical validations of the available solar radiation
models give modellers and developers confidence that their respective algorithms simulate re-
ality. The findings show the influence of diffuse radiation on the performance of the irradiance
transposition models, and the analysis contributes to the enhancement of performance mod-
els’ accuracy when forecasting the expected energy yield of a solar PV system. Results from
this research enable accurate estimation of the available generation capacity of solar PV plants
using simulation software like PVsyst. Being certain of performance in the field is critical for
system owners to realize returns on project investments.
1.3.4 Thesis Outline
Different methodologies are applied for different objectives in each chapter and also results
and findings are discussed in each chapter. The layout of the rest of this thesis is as follows:
Chapter 2: In this chapter, the theory behind solar PV systems is presented. Firstly a discus-
sion of the solar resource is done, followed by an introduction to photovoltaic sys-
tems. The convention used to describe the solar position is presented, as well as
the physics behind solar PV systems, from a PV cell to the PV array. Various PV
technologies and substructure systems or mounting types are presented and finally
a description of the PVsyst simulation software package is given.
Chapter 3: In this chapter an overview of the meteorological data used in this study is given
and then various Global Horizontal Irradiance (GHI) data sources are evaluated
Stellenbosch University  https://scholar.sun.ac.za
CHAPTER 1. INTRODUCTION 8
against the measured GHI data. Then a sensitivity analysis is done to see the influ-
ence of the measuring equipment uncertainty on the energy yield.
Chapter 4: In this chapter a year-long energy yield analysis and performance evaluation of
the first grid-connected 75 MWP fixed-axis Kalkbult solar photovoltaic (PV) system
in South Africa for the operational year 2014 is presented. Measurements obtained
from the currently operating Kalkbult solar PV system are evaluated and compared
to PVsyst simulated results.
Chapter 5: The differences between the measured and PVsyst simulated energy yield were
concluded to be mostly due to the PVsyst default loss model overestimating the
actual losses of Kalkbult solar PV system. So in this chapter, the improvement of
the PVsyst loss model using the year long data recorded on the solar PV site in 2014
is described.
Chapter 6: In this chapter the irradiance models that estimate Plane-Of-Array irradiance from
Global Horizontal Irradiance measurements are evaluated for South African cli-
matic conditions. This is due to the irradiance models in PVsyst software underes-
timating the Plane-Of-Array irradiance for the site.
Chapter 7: In this chapter conclusions are drawn from the findings in this research study and
recommendations for future research are made.
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THEORETICAL BACKGROUND
In this chapter the theory behind solar PV systems is presented. Firstly there is a discussion of
the solar resource, followed by an introduction to photovoltaic systems. The convention used
to describe the solar position is presented, as well as the physics behind solar PV systems, from
a PV cell to the PV array. In addition, various PV technologies and substructure systems or
mounting types are presented. Finally a description of the PVsyst software package and how
it works is given.
2.1 The solar resource
2.1.1 Solar geometry
The sun’s position relative to the observer on the earth’s surface is an important input required
when modelling PV system performance. The position of the sun is described using the con-
vention shown in Figure 2.1 [1]. In the figure, θZ is the zenith angle of the sun, θAz is the surface
azimuth angle, γs is the solar azimuth angle, αs is the solar elevation angle equal to 90°− θZ,
θT is the surface tilt angle and θAOI is the angle of incidence of the sun.
In order to have a clear understanding of the angles in Figure 2.1, the starting point is to
define the following parameters [1]:
• The solar azimuth angle (γs) is the angle of the sun’s position relative to the north-south
axis.
• The solar elevation angle (αs) is defined as the height of the sun i.e the angle between the
local horizon directly under the sun and the centre of the sun’s disc. It is expressed using
the declination angle (δ) and the local latitude (φ) of the site as follows:
αs = 90°− φ+ δ. (2.1.1)
• Declination angle (δ) is defined as the angle between the sun and the equator [1]. Its
value varies between -23.45° to 23.45° in relation to the day of the year assigned [9]. The
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Figure 2.1: Solar position.
where NOD or number of days is the day of year starting from the 1st of January.
• Local solar time (LST) is defined as the exact time at the longitude where the observer is
positioned and it is expressed as follows:
LST = timeh + EQT +
lonact − lonre f
15
, (2.1.3)
where lonact is the actual longitude, lonre f is the reference longitude, and EQT is the
equation of time which is defined as the difference between the true and mean solar
























• Hour angle (ω) is a measure of the time of any day with respect to the time when the sun
is at its highest point in the sky (solar noon) [9]. The hour angle is defined using the local
solar time (LST) as follows:
ω = (12− LST) · 15. (2.1.6)
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• The zenith angle (θZ) is the angular position of the sun relative to an axis/line perpen-






where δ is the declination angle and φ is the latitude at a certain location [9].
• Angle of incidence (θAOI) is the angle between the sun’s beam and the perpendicular
projection of the surface (n). The angle of incidence is determined as follows:
θAOI = cos−1[cos(θZ)cos(θT) + sin(θZ)sin(θT)cos(γs − θAz)], (2.1.8)
where θZ is the zenith angle of the sun, θT is the surface tilt angle, γs is the azimuth angle
of the sun and θAz is the surface azimuth angle.
• Absolute air mass (AMa) is the relative measure of the atmosphere’s optical length,





The air mass approximation is fairly accurate for zenith angles less than 80°, so when the
sun is close to the horizon more accurate and complex models are warranted [10]. The
actual air mass (AMactual) at a certain altitude (alt) is obtained as follows [9]:
AMactual =
e−0.0001184·alt
cos(θZ) + 0.5057(96.08− θZ)−1.634 . (2.1.10)
At sea level, the air mass is equal to 1 when (θZ = 0) i.e. when the sun is directly over-
head. Air mass increases as the path of direct sunlight through the atmosphere becomes
longer, i.e. when the zenith angle becomes larger. On the other hand, the thickness of the
atmosphere lessens as the land elevation increases and therefore the air mass is reduced.
2.1.2 Irradiation
The solar radiation incident on the PV cell or module is the beginning point for electrical energy
generation. Irradiance is defined as the instantaneous solar power measurement over some
area and it is measured in W/m2 [10]. Whereas insolation is a measurement of the amount of
solar energy cumulated on a surface area within a period of time.
2.1.2.1 Extraterrestrial radiation
Solar radiation is composed of many wavelengths (λ) that carry different amounts of energy.
About 98% of the solar radiation is carried by waves with lengths of 0.3 ≤ λ ≤ 3 µm. Figure 2.2
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shows the spectral extraterrestrial radiation for the ultraviolet, visible and infrared waves in
the (λ < 0.38 µm), (0.38 µm < λ < 0.78 µm) and (λ > 0.78 µm) regions, respectively. The
ultraviolet region contains about 6.5% of the total energy, whereas the visible region contains
anther 47.9% and the infrared contains the remaining 45.6% of the total energy.
Figure 2.3 shows the extraterrestrial irradiation (Go) or the intensity of the sun incident
on a surface tangent to the top of the Earth’s atmosphere. The extraterrestrial irradiation is
expressed on a plane that is normal to the sun in W/m2 and its value changes throughout
the year according to the sun-earth distance that varies predictably during the year due to the
elliptical orbit of the earth [10]. The extraterrestrial irradiation can be empirically represented
by the equations that follow:










= 1.00011+ 0.034221cos(b) + 0.00128sin(b) + 0.000719cos(2b) + 0.000077sin(2b),
(2.1.12)
where Gsc is the solar constant, equal to 1367 W/m2, R is the actual sun-earth distance accord-
ing to the day of the year, Rav is the mean sun-earth distance, b = 2pi
DOY
365
radians and DOY is
the day of the year, given as an integer.
UV Visible IR
Figure 2.2: Spectral extraterrestrial radiation [1].
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Figure 2.3: Annual variation in extraterrestrial radiation.
2.1.2.2 Global Horizontal Irradiance (GHI)
Global Horizontal Irradiance (GHI) is the amount of terrestrial irradiance that reaches a sur-
face horizontal to the surface of the earth. It can be measured with a variety of instruments
like pyranometers and PV reference cells which will be discussed in Chapter 3. If the Global
Horizontal Irradiance (G) cannot be directly measured, it can be computed from the diffuse
horizontal irradiance (Gd) and direct normal irradiance (Gn) using the equation that follows:
G = Gd + Gncos(θZ), (2.1.13)
where θZ is the sun zenith angle.
Diffuse Horizontal Irradiance (DHI) is the terrestrial irradiance scattered by the atmosphere
and received by a horizontal surface as shown in Figure 2.4. It is typically measured with a
pyranometer, by blocking the beam component of the radiation and if not measured, it can be
calculated according to Equation 2.1.13. Direct Normal Irradiance (DNI) comes from the beam
of the sun as shown in Figure 2.4 and can be directly measured using a pyrheliometer [10].
DNI can be calculated according to Equation 2.1.13 but if diffuse and global radiation measure-
ments are not available, models are used to estimate it and these models will be discussed in
Chapter 6.
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Figure 2.4: Direct, reflected and diffuse radiation.
2.1.2.3 Plane-Of-Array (POA) irradiance
In general, solar applications are tilted to a certain optimum angle so as to maximise the output
energy yield. Therefore it is necessary to determine the inclined surface incident irradiation
from the horizontal measurement. The Plane-Of-Array irradiance (Gt) is determined as follows
[10]:
Gt = Gb,t + Gg,t + Gd,t, (2.1.14)
where Gb,t is the direct beam irradiance component in the plane of array, Gg,t is the ground
reflected irradiance in the plane of the array and Gd,t is the sky diffuse irradiance component
in the plane of array. Models that estimate POA irradiance components from GHI will be
discussed in Chapter 6. The direct POA beam component is calculated from the DNI values as
follows:
Gb,t = Gncos(θAOI), (2.1.15)
where Gn is the direct normal irradiance and θAOI is the solar angle of incidence on the array
surface. The ground reflected diffuse irradiance component is determined as follows:
Gg,t = G · ρg · 1− cos(θT)2 , (2.1.16)
where ρg is the ground albedo and θT is the surface tilt angle.
2.2 Photovoltaic applications
Photovoltaic is a procedure for producing electrical power by making use of semiconductors
that exhibit the photovoltaic effect to convert solar radiation into direct current (DC) electricity.
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It is of great importance to understand the characteristics of solar cells, modules and arrays
in order to begin any research on PV systems. These characteristics are useful in the design,
development, energy production and integration of solar PV systems.
2.2.1 Solar cell physics
A solar cell makes use of the photovoltaic effect to convert solar energy directly into electricity.
There are various types of solar cells made from different semi-conductor materials. However,
the solar cells use the same operating principle. The most common solar cell is made from
a semiconductor silicon and it is configured as a p-n junction as shown in Figure 2.5. Semi-
conductor materials absorb photons from the sun and this results in the generation of charge
carriers that are subsequently separated by a metallurgical junction [1]. Diffusion of electrons
from a region of high electron concentration (n-region) to a region of low electron concentration
(p-region) occurs in the p-n junction when p- and n-regions are directly adjacent to each other.
Similarly, there is the diffusion of holes from the p-region to the n-region as shown in Figure 2.5.
A diffusion current ID is formed from the p-region to the n-region [11]. When the holes diffuse
across the p-n junction they recombine with electrons on the n-region. A charge separation is
created when negatively charged acceptor ions are uncovered by the flow of holes from the p-
region and the positively charged donor ions are also uncovered by the flow of electrons from
the n-region. This sets up an electric field (E) that is oriented from the positive charge to the
negative charge direction as shown in Figure 2.6 and the electric field inhibits further diffusion
of electrons and holes across the p-n junction. A diode is generated across the p-n junction by
the established electric field and this promotes charge flow (drift current - IS). The drift cur-
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Figure 2.5: Diffusion current ID from the p-region to the n-region.
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Figure 2.6: Drift current IS from the n-region to the p-region and the depletion zone.
where holes and electrons have diffused across the p-n junction and where there are essentially
no mobile electrons or holes is called the depletion or space charge zone.
As the sun shines, it emits radiant energy in small units called photons. When a light photon
that possesses more energy than the band-gap energy hits a solar cell, it is absorbed and an
electron is excited from the valence bond of the semiconductor used to make the solar cell [1].
The band-gap in a solid is the energy range where no electron states exist. As the electron gains
energy from the photon, it breaks free from its usual position related with its atom and leaves
behind a localized hole [11]. As the charge carriers reach the depletion zone, the electric field
pushes the electrons into the n-region and sweeps the holes into the p-region, creating a photo-
generated drift current. As a result, the holes accumulate in the p-region and electrons occupy
the n-region as shown in Figure 2.7, which then creates a potential difference that can be used
to drive the photo-generated current to a load [11]. Concurrently the potential difference that
results from the photovoltaic effect causes a reduction in the size of the depletion region of
the p-n junction, and this results in increased diffusion current through the space charge zone
[11]. Hence, when the solar cell is isolated from an external circuit , when the switch shown in
Figure 2.7 is in the open position, the photo-generated voltage causes the diffusion current and
the drift current to eventually reach equilibrium inside the solar cell.
2.2.2 Equivalent solar cell model
When the switch shown in Figure 2.7 is closed and a solar cell is integrated to an external
circuit, the photogenerated current flows from the p-region, through the wire to the load and
carries on until it reaches the n-region. The power from a solar cell that is transmitted to the
load under a certain sunlight illumination relies on the external potential difference applied to
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Figure 2.7: Illustration of the drift current, photo-generated voltage and current.
the solar cell, and in grid-connected systems this voltage is normally applied through a power
electronic converter. The ideal model of a solar cell consists of a current source representing the
photogenerated current (ISC), in parallel with a diode, representing the p-n junction of a solar
cell. Other effects, not accounted for by the ideal diode model exist in real solar cells. These are
the losses of the semiconductor itself and the leakage current that is proportional to the solar
cell’s terminal voltage. The former effect is represented by a series resistance RS and the latter
effect is characterised by a parallel resistance RP, as shown in Figure 2.8. The mathematical
model of a solar cell is expressed as follows [1]:












Vcell = Vd − Icell RS, (2.2.2)
where, Icell is the cell output current which is proportional to the illumination intensity of sun-
light, Id is the diode current, I0 is the diode reverse saturation current which depends on tem-
perature, m is the diode ideality factor with m = 1 representing an ideal diode, q is the elemen-
tary charge, k is the Boltzmann’s constant, T is the absolute temperature and Vcell is the output
voltage of the cell.
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Figure 2.8: Solar cell equivalent model.
2.2.3 From cells to modules to arrays
A solar cell produces about 0.5 V, so it is rare to have an application for which an individual
cell is of any sensible use [1]. However, solar photovoltaic cells can be connected in series to
create modules or PV panels in order to produce more power. For example, a few years ago 36
cells were connected in series and the modules were designated as 12 V modules. The module
voltage Vmodule, from cells wired in series is obtained by multiplying Equation 2.2.2 by the total
number of cells (n) in the module as follows [1]:
Vmodule = n · (Vd − IRS). (2.2.3)
Thus a module serves as the basic building block for solar PV applications. Multiple solar
PV modules can be wired in parallel to raise the current and in series to raise the voltage.
Such module combinations yield high power and are known as arrays. The I-V curves of the
modules are simply summed up along the voltage axis for a string of modules in series. For
modules in parallel, the sum of the individual module currents amounts to the total current
and the voltage is the same across each module [1]. Multiple strings (modules in series) can
also be combined into a large array. Figure 2.9 shows the differences between cells, modules
and arrays.
2.2.4 PV I-V curve
Solar irradiance, shading and ambient temperature all have impact on the PV I-V curves and
their effects on the I-V curve are discussed in this section.
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Figure 2.9: Photovoltaic cells, modules and arrays.
2.2.4.1 Maximum power point (PMPP)
The important characteristics of a solar cell are the output power Pcell and current Icell versus
the output voltage Vcell characteristics. The I-V charcteristics describe the behaviour of a solar
cell or PV module under irradiance level and ambient temperature conditions in steady state
cases. Figure 2.10 shows the I-V and P-V characteristics of a solar PV module. The significant
parameters are: short circuit current ISC, open circuit voltage VOC and the maximum power
point MPP. The MPP given by (PMPP = IMP ·VMP) represents a maximum point corresponding
to the maximum producible power and it defines an area covered by the largest rectangle for
any point on the I-V curve.
2.2.4.2 Impacts of Irradiance on the I-V curve of a module
Photovoltaic output power relies significantly on the incident irradiance. This is due to the fact
that the irradiance is linearly proportional to the short circuit current ISC of a PV module, while
the open circuit voltage VOC of a PV module varies only slightly in an exponential manner with
the intensity of solar radiation [9]. In Figure 2.11 the relation between the incident irradiance
and the PV current and voltage of a BYD 240 P6-30 PV module is shown.
2.2.4.3 Impacts of temperature on the I-V curve of a module
Module temperature largely depends on the ambient temperature. When the module temper-
ature increases more than the Standard Test Conditions (STC) temperature, the short circuit
current of a module increases slightly. STC is defined as the solar radiation G of 1000 W/m2, a
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Figure 2.10: I-V and P-V characteristic curves of a solar PV module.
Figure 2.11: Impacts of the incident irradiance on the PV module’s current and voltage.
module temperature of 25 ◦C and an air mass (AM) of 1.5. However, the open circuit voltage
is strongly affected when the module temperature exceeds 25 ◦C. In other words, the decreas-
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ing voltage is proportionally higher than the increasing current, thus the PV output power is
reduced. Figure 2.12 describes the relation between the current and voltage of a BYD 240 P6-30
PV module and the temperature.
2.2.4.4 Shading impacts on the I-V curve of a module
Shading is amongst the most significant causes of losses in a solar PV system. Losses due to
shading depends on the module type (placement of bypass diode, fill factor), the severity of
shade and also the string configuration [12]. If there is one shaded module in a string, then the
whole string underperforms since current is continuous in the PV string. A shaded cell/mod-
ule has reduced ISC as shown in Figure 2.13 and for current to continue flowing, the shaded
cell has to operate in reverse bias near Vrev [12]. There are many different types of shading and
the main ones are: horizon shading caused by structures faraway, nearby shading caused by
obstructions like telephone poles or trees and self shading from adjacent solar PV rows. Some
of the shading types are easier to model and quantify than others. To minimise losses due to
shading, the best solution is to avoid partial shading wherever possible. However, there are a
couple of technical solutions to the problem of shading, like having one inverter per module or
making use of the inverter to find a new maximum power point. Special blocking and bypass
Figure 2.12: Impacts of temperature on the PV module’s current and voltage.
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Figure 2.13: Full I-V curve of a partially shaded cell.
diodes that allow current flow around shaded cells are also used as shade mitigation measures
[1]. The bypass diode operation is shown in Figure 2.14 and shading analysis will be covered
in detail in the chapters to follow.
2.2.5 Fill factor (FF) and module efficiency (ηPV)
The fill factor represents the ratio of the maximum obtainable power (i.e. area of the largest
rectangle which fits in the I-V curve as shown in Figure 2.10) to the product of the short circuit
current ISC and the open circuit voltage VOC of a PV module. Its importance is linked with
the output power, the higher the fill factor the higher the output of a PV cell/module [9]. The
values of the fill factor usually determine the quality of a particular solar cell and the ideal
FF value is 1. However, solar cells with FF values greater than 0.7 are regarded to be of high









Figure 2.14: Bypass diode operation in PV modules.
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quality. The FF is expressed as follows [1]:
FF =
IMP ·VMP
ISC ·VOC . (2.2.4)
PV cell/module efficiency determines the amount of usable electrical power and is related
to the module technology and manufacturer. The efficiency is the ability of the module to
convert sunlight to electricity and mathematically determines the module’s output power per
unit area. A PV module’s maximum efficiency is expressed as follows [9]:
ηPVmax =
IMP ·VMP
G · A · 100%, (2.2.5)
where A is the PV module area and G is the global radiation which is considered to be 1000 W/m2
at STC.
2.3 Photovoltaic systems
2.4 PV systems’ applications
PV systems are grouped into two main categories, namely stand alone (off-grid) and grid-
connected (on-grid) systems. A diesel generator or wind energy can be integrated with stand
alone systems to form a hybrid system. The main difference between the two main PV system
categories is the energy storage. In off-grid systems the electrical energy produced is stored in
batteries whereas the public grid utility is where the excess energy produced from grid con-
nected systems is deposited. Nowadays, grid connected systems are installed more often and
incentives are offered by some countries to encourage people to invest in PV systems and re-
duce green house gas emissions. European countries like Greece and Germany introduced the
"feed in tariff" while USA introduced the "net metering" mechanism [9]. PV systems can pro-
vide electricity for water pumping, home appliances, villages and various other applications.
Figure 2.15 gives an overview of the different PV system applications.
2.4.1 Simplified description of a photovoltaic system
A general representation of a grid-connected solar PV system is shown in Figure 2.16. The most
essential components in a grid-connected solar PV system are solar PV modules, inverters and
transformers (not necessarily needed but are mainly used at utility scale). These components
are described in detail in the sections to follow.
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PV systems
Grid connected systems Stand alone systems
Connected to the public 
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Figure 2.16: Simplified block diagram of a grid connected solar PV system.
2.4.2 Photovoltaic cell/module technology
Photovoltaic modules generate electrical energy from incident sunlight making use of the pho-
tovoltaic effect. Single junction PV cell/module technology is separated into two main types,
namely: silicon crystalline and thin film technologies. Multi-junction technology is under re-
search to cover the entire incident radiation wavelength and also improve the module efficien-
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cies [9]. The choice of a certain technology type depends on different compromises, such as
price, efficiency and associated bulk. Figure 2.17 shows the various PV module technologies,
i.e. thin film, monocrystalline and polycrystalline modules. In 2015, between 50 and 65 GWp
of PV module production was done, and the annual PV production by technology is as shown
in Figure 2.18. The global annual PV production in 2015 was 4.2 GWP for thin film, 43.9 GWP
for polycrystalline and 15.1 GWP for monocrystalline [3]. A summary of these PV module
technologies follows [13]:
2.4.2.1 Crystalline technology
The most common PV modules available on the market are made of crystalline silicon PV cells.
In general, silicon cells are longer lasting and more efficient PV cells than non silicon based cells.
In the past decade, the average commercial wafer-based silicon modules’ efficiency increased
from about 12% to 17% and NREL has a graph with up to date efficiencies [3]. However, at
higher operating temperatures their efficiency decreases. Crystalline technology is divided
into monocrystalline and polycrystalline as shown in Figure 2.17.
• Monocrystalline is the most efficient and oldest PV cells technology and the cells are
made from silicon wafers. The cells present very low impurity quantities and the cells are
designed in many shapes that include semi-round, round or square bars with thicknesses
of 0.2 to 0.3 mm [13]. Monocrystalline modules have efficiencies between 15% to 18%,
and their colour is dark blue to black and also grey. Monocrystalline silicon modules
are the best performing single junction modules up to date and they boast of about 23%
efficiency [3]. The record lab cell efficiency for monocrystalline modules is 25.5% [3].
Figure 2.17: Thin film, Monocrystalline and Polycrystalline modules [14].
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Figure 2.18: Annual PV Production by Technology [3].
However reports have been made of multi-junction solar cells achieving efficiencies of
up to 46% and concentrator technology with modules reaching efficiencies of 38.9%.
• Polycrystalline modules are made in square forms with thicknesses of 0.24 to 0.3 mm,
their efficiencies range from 13% to 16% and are found in blue, silver, brown, green, gold
and grey [13]. The record lab cell efficiency for polycrystalline modules is 20.8% [13].
In general, polycrystalline modules are cheaper than monocrystalline modules per unit
area though the module structure is similar. Larger square cells are used to increase the
efficiency and also lower the cost of polycrystalline modules. However the purity of the
polycrystalline cells is lower than that of the monocrystalline cells.
2.4.2.2 Thin film technology
Thin film technology involves the depositing of materials in very thin and consecutive layers
of molecules or atoms. The production of thin film modules requires less materials and energy,
thus making them less expensive than those produced by the crystalline technology. The lower
price comes at the expense of low module efficiency, but nowadays the stability and efficien-
cies of the thin film models are improving [15]. Cadmium Telluride (CdTe), copper Indium
Silinum (CIS) and Amorphous silicon are used as semiconductor materials. Due to the high
light absorption of these semiconductor materials, a layer thickness of less than 0.001 mm is
theoretically sufficient for incidence irradiance conversion [9]. A few years ago, researchers
reported thin film module efficiencies of 5% to 7% for amorphous silicon, 7% to 8.5% for CdTe
and 9% to 11% for CIS PV modules [9]. However, findings in a recent study done in Germany
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have shown that the highest lab efficiency is 20.5% for CIS and 21% for CdTe thin film solar
cells [3]. Unlike crystalline cells, the substrate in thin film cells can be cut to any size, there-
fore the technology is not limited to standard wafer sizes though the rectangular formats are
the most common [9]. Thin film technology is less sensitive to higher operating temperatures,
therefore it gives higher energy yield than crystalline technology at certain conditions. Its long
narrow strip design makes it less sensitive to shading, unlike in crystalline modules where one
shaded cell affects the whole module. Thin film technology also utilises diffuse and low light
intensity, better than the crystalline technology [9].
2.4.3 Inverters
An inverter is an essential interface component needed to make a good grid connection. It
converts the input direct current (DC) power produced by the PV arrays into output alternating
current (AC) power compatible with the grid power quality, voltage and frequency (50 Hz in
the case of South Africa) requirements. The inverter permits the transfer of current from the
PV arrays to the grid side. In addition, the inverter also provides other functionalities like anti-
islanding, where it automatically isolates the power supply from the utility grid i.e. when the
grid is not energised. In a conventional grid-connected system, the inverter input terminals
(DC side) are connected to the PV arrays while its output terminals (AC side) are connected
to the transformers that in turn inject power into the grid, as shown in Figure 2.16. In recent
studies, inverter efficiencies for state-of-the art brand products were reported to be 98% and
higher [3]. Inverter efficiency depends on the system load and is defined as the ratio between
the power delivered by the inverter (power output) and the power supplied to the inverter
(power input). Efficiency is higher for loading rates close to the inverter rated power than for
low loading rates, therefore the efficiency is not constant [16].
2.4.4 Transformers
A transformer is an essential when the generated electricity is to be injected into the utility
grid as depicted in Figure 2.19. It steps up the voltage of the generated alternating current
from the inverters, to the distribution network voltage (132 kV in the case of the Kalkbult solar
PV plant connection to the power grid in South Africa). Transformers are also used to step
down the utility grid voltage to voltages usable in homes (230V in the case of South Africa). In
reality the output power of a transformer decreases due to various losses. Since the product of
current and voltage is proportional to the electric power, low current levels can be maintained
via high voltages for any given power levels, resulting in low (I2R) losses. In principle the
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Figure 2.19: Principle of electromagnetic induction in a transformer.
transformer’s operation is based on electromagnetic induction. A transformer consists of two
or more coils of conductive material wound around a common core of ferromagnetic material
[16]. For a two winding transformer, common magnetic flux in the core and magnetic field
generated by the varying current in the primary winding connects the primary and secondary
coils. An electromotive force (EMF) or voltage is induced in the secondary winding as a result
of the varying magnetic field, as shown in Figure 2.19. The number of turns in the primary or
secondary coils determines the performance under the voltage [16]. Efficiencies of transformers
are usually around 98% and if we consider the ideal case (efficiency = 100%), the following










where Vp is the primary alternating voltage, Vs is the secondary output voltage, Ip is the pri-
mary input current, Is is the secondary output current, Np is the number of turns of the primary
winding, and Ns is the number of turns of the secondary winding. The power at the primary
side is equal to the power at the secondary side under these circumstances.
2.4.5 Photovoltaic mounting systems
Solar PV modules can be mounted as a fixed type, or as a single or dual axis tracker type. The
various mounting types are discussed in the sections to follow:
2.4.5.1 Fixed tilt system
In the fixed type, the PV module is permanently attached to a non-moving surface such as the
roof or a ground mounted structure. This type doesn’t take into account the sun’s direction
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at any particular angle though the PV modules are tilted at an optimum angle (rule of thumb:
equal to the local latitude angle) as shown in Figure 2.20, to maximise the annual energy pro-
duction [1]. A slightly higher angle will give more energy yield in winter and vice versa for
increased summer energy yield. In the southern hemisphere the PV modules face towards the
equator (i.e. North) whereas in the Northern hemisphere the PV modules face south.
2.4.5.2 Single axis tracking system
A single axis tracker consists of a solar PV module rotating around a horizontal or tilted shaft
under the action of a DC motor or hydraulic system controlled according to the position of
the sun. One way of doing single axis tracking is to estimate the sun’s position by means of
two light intensity sensors placed on either side of the solar PV module. Either one of the
two sensors will be illuminated and the other shadowed depending on the sun rays’ intensity.
However, the position of the sun can be accurately calculated and then precise tracking of the
sun is achieved. There are four ways to do single axis tracking, namely horizontal N-S axis
(E-W tracking), horizontal E-W axis (N-S tracking), rotation about a fixed vertical axis and
rotation about a polar axis as shown in Figure 2.21 [1]. Single axis tracker’s power efficiency is
around 25% more than that of the fixed mount, according to simulations done in PVsyst for the
Kalkbult site in South Africa. Increased yield for single axis trackers is more pronounced closer
to the equator than towards higher latitudes. The disadvantage of single axis trackers is that
they only track the movement of the sun in one axis i.e. east to west, whilst the actual motion
of the sun is also in the north-south direction, depending on the season.
Fixed tilt 
 t 
Figure 2.20: Fixed tilt mounting.
Stellenbosch University  https://scholar.sun.ac.za












Rotation about a polar axis
Figure 2.21: Four ways to do single axis tracking.
2.4.5.3 Dual axis tracking system
A dual axis tracking system overcomes the disadvantages of the single axis tracking system. In
addition to the east-west tracking, the dual axis tracker also follows the angular height of the
sun, thus it measures the horizontal as well as the vertical axis as shown in Figure 2.22 [17].
Thus the movement of the sun is tracked in both the azimuth and altitude angles, as a result,
the solar PV modules are always pointing directly to the sun [1]. According to literature, dual
axis trackers works well even during cloudy days unlike the single axis trackers that have
almost the same efficiency as that of the fixed mount during cloudy days [17]. When simulated
in PVsyst, dual axis trackers yield power efficiencies that are 36% more than that of the fixed
mount, according to simulations done in PVsyst for the Kalkbult site in South Africa. However
they come at a price of lower reliability (more maintenance), higher complexity and are more
expensive compared to fixed tilt and single axis tracking systems.
2.5 Modelling in PVsyst
When it comes to predicting the energy yield of a solar PV plant, a number of simulation tools
can be utilised. Among them, PVsyst is one of the well known and is recognized for producing
reliable energy yield profiles given the right input data [18]. PVsyst software was developed by
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Figure 2.22: Dual axis tracking.
Andre Mermoud in 1992 at the University of Geneva in Switzerland. It is a simulation and plan-
ning software for the study, design, sizing and data analysis of solar PV systems [19]. PVsyst
calculates the expected energy yield and performance ratio (PR) for an arbitrary location. The
more accurate energy yield is as a result of the effects of several parameters customised in
PVsyst. The software includes general solar energy tools, extensive PV systems components
and meteo databases. A database of solar PV modules and inverters is included and the user
can also import data from the PHOTON database [20]. In cases where the device is not in the
database, one can define it by using the manufacturer database. PVsyst deals with stand alone,
DC-grid, grid connected and pumping PV systems. Apart from yield prediction, the software
is a powerful tool for the potential design improvements of solar PV systems. PVsyst is avail-
able freely for a 30 day trial after which it will be running in demo mode and in this mode a
simulation cannot be run.
PVsyst has various detailed models for solar energy output, however the software also as-
sumes a couple of default parameters and these have to be customised in order to fully simulate
the real capabilities of a solar PV system. There are various energy yield simulation software
packages and in this study the industry standard PVsyst V6.39 was used [18, 21]. Figure 2.23
describes the simulation process followed in order to calculate the expected energy generated
by a solar PV system in PVsyst software. PVsyst offers different levels of PV system study
i.e. the preliminary and project design levels, where the former level is the pre-sizing step of
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Figure 2.23: The PVsyst simulation process.
a project whereas the latter is where a thorough system design is done using detailed hourly
simulations. In order to run a simulation in PVsyst, the user has to define the plane orienta-
tion, choose the specific components and the user is assisted in the design of the PV array and
inverter sizing.
PVsyst presents the results in the form of a full report [19]. The PVsyst report from which
the initial simulation parameters were obtained was done using version 5 of PVsyst whilst in
this study version 6 is used. The main differences between the two versions are given in Ap-
pendix B. In PVsyst, results can be displayed in hourly, monthly or yearly values and even ex-
ported as comma separated values (CSV) file. The results show the energy yield, performance
Stellenbosch University  https://scholar.sun.ac.za
CHAPTER 2. THEORETICAL BACKGROUND 33
ratio and specific yield of the simulated solar PV facility. Further, a "Loss Diagram" is displayed
and this is useful for identifying the weaknesses of the system design. PVsyst also provides
tools for performing a detailed economic evaluation, using real component prices. Included
are also some specific tools like graphs and tables of solar geometry parameters or meteo data,
a clear sky irradiance model, behaviour of PV array under module mismatch and partial shad-
ings, optimising tools for voltage or orientation, etc [19]. PVsyst makes use of meteo-data from
Meteonorm and National Aeronautics and Space Administration (NASA). PVsyst also allows
for the importing of meteo-data. Appendix C describes how meteorological data is imported
into PVsyst using the "ASCII format" or the "PVsyst standard format". By using site-recorded
irradiance and ambient temperatures, the prediction is considered a ’weather normalised’ pre-
diction since the discrepancies between actual and estimated weather conditions are avoided
[18].




In this chapter an overview of the data used in this study is given and then various Global
Horizontal Irradiance (GHI) data sources are evaluated against the measured GHI data using
statistical methods. After that a sensitivity analysis is done to see the influence of the measure-
ment equipment’s accuracy on the energy yield.
3.1 Introduction
The availability of ground measured solar radiation data is on the rise but the stations are far
too few resulting in a too low spatial density. In order to fill the gaps, satellite-derived and
interpolated solar radiation products are used as alternatives. Satellite-derived, interpolated
and terrestrial model-predicted meteo-values are applied as input in simulation tools to fore-
cast the energy yield of a solar PV plant, when there is no ground measurements situated in
the vicinity of the considered site [22]. In the development stage, the irradiation is important to
solar PV systems since there is a quasi-linear relationship between the PV output and the solar
energy input. Simulation tools give access to various popular sources of meteorological data
and this shows that the available meteo-data sources are far from being exact.
Data monitoring in utility scale PV is an essential part of maximising the energy output of
solar PV systems, it serves for the comparison of the initial energy yield assessment with the
current plant performance and also captures historic production data. The uncertainty in the
solar resource can make the difference between loss and profit and that stresses the importance
of having a reliable alternative source of data when there are no ground measurements avail-
able. Due to the uncertainty and quality issues regarding the various methods implemented
by each solar radiation database, there is a need to evaluate the databases against real time
measurements so as to have the best alternative source of solar radiation for the region under
investigation. The analysis done in this section on existing solar resource databases shows that
they possess enough information for the simulation stage of a power plant.
In this chapter, meteo-data measured at Kalkbult solar PV plant is compared to long term
averaged and time series meteo-data for specific years. The comparisons are done with the aim
34
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of looking for reliable and most suitable alternative solar radiation sources. The analysis will
show how the long term averaged meteo-data represent reality, though inter-year variability
of the irradiance is expected.
3.2 Solar PV plant site description
The 75 MWP, Kalkbult solar PV plant is situated in the Northern Cape region of South Africa
at Latitude 30.2° South and Longitude 24.1° East as shown in Figure 3.1. The solar PV plant
is around 1200 metres above sea level, located in a semi-arid region with generally high solar
radiation. The Kalkbult solar PV plant was the first grid-connected solar PV project to be op-
erational in South Africa as part of the REIPPPP. The Kalkbult site is known to have abundant
sunlight with an average of 11.5 daily sunny hours and an average annual solar radiation of
5.8 kWh/m2 daily. The site has a minimum solar duration of 9.97 hours in June and a maxi-
mum solar duration of 13.11 hours in December, as shown in Figure 3.2. As a result, Kalkbult
experiences longer solar duration hours during the summer season and shorter solar duration
hours during the winter period.
Figure 3.1: Kalbult solar PV plant site.
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Figure 3.2: Solar duration for Kalbult site.
3.3 Datasets
3.3.1 Overview
To successfully analyse the performance of a solar PV system, high quality weather data is
required. The data has to be measured with a high time resolution and the derived values
have to be obtained by using standard methods [23]. The essential parameters needed for the
analysis of meteorological data sources in this study are GHI and ambient temperature. Other
meteorological parameters such as Global Plane Irradiance (GPI), rain intensity, wind, humid-
ity and module temperature will be used for further analysis of the plant performance. Higher
performance EKO MS-802 pyranometers calibrated to International Organization for Standard-
ization (ISO) standards and reference cells were used to take the solar radiation measurements
at Kalkbult. Preference was given to data recorded using pyranometers over that from refer-
ence cells, since pyranometers give more accurate measurements than reference cells. This is
due to reference cells having shortcomings in spectrum, temperature and degradation even
when properly calibrated. The parameters recorded at the Kalkbult solar PV plant site, with a
30 minute resolution, are as follows:
1. Global Horizontal Irradiance (GHI).
2. Plane-Of-Array (POA) irradiance or Global Plane Irradiance (GPI).
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3. Ambient temperature.




8. Absolute air pressure.
For the evaluation of irradiance models that estimate tilted plane irradiance from GHI, the
following measured data is required: Global Horizontal Irradiance (GHI), Diffuse Horizontal
Irradiance (DHI), Direct Normal Irradiance (DNI) and Plane-Of-Array (POA) irradiance.
3.3.2 Measurement instrumentation accuracy
Distinguishing the performance of the solar PV system from the solar resource variability re-
quires both a measurement of the incoming irradiation as well as the energy generated by the
system. The uncertainty of the data source should be noted and reported as this is good practice
for all measurements.
Billing type energy meters should be used for electricity yield measurements or instead
true-rms power meters should be used [24]. The precision of inverter integrated measurements
is usually questionable but the obtained values can prove to be useful for detecting relative
alterations in a solar PV system over time.
Generally two possibilities exist when choosing irradiation sensor technology: solar refer-
ence cell sensors and pyranometers, shown in Figure 3.3a and Figure 3.3b respectively [25].
According to literature, pyranometers measure on average 2 to 4% more irradiance than crys-
talline silicon sensors [24]. Irradiance sensors require to be checked, cleaned and recalibrated
at least once a year in order to correct any bias in the measurement [24]. Pyranometers are
based on a thermocouple device and they measure irradiance between 280 and 2800nm, thus
almost spectrally unselective. The uncertainty of pyranometers is influenced by the following
parameters [26]:
1. Pyranometer tilt angle.
2. Ambient temperature.
3. Pyranometer dome temperature.
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(a) Reference cells (b) Pyranometer
Figure 3.3: Reference cells and Pyranometer installed at Kalkbult solar PV plant.
4. Spectral distribution of the solar resource and irradiance level.
5. Change rate of the irradiance during measurement.
According to the literature, the daily uncertainties expected for secondary standard pyra-
nometers, first class pyranometers and second class pyranometers are below 2%, below 5% and
below 10% respectively [27]. Experienced people in laboratories that calibrate according to ISO
9846, ISO 9847 or the equivalent have reported calibration uncertainties in the range of 1 to 2 %
[27]. The overall uncertainty of the instantaneous irradiance measurement based on secondary
standard pyranometers is around 2-3 % according to literature [28]. At Kalkbult, EKO MS-802
secondary standard pyranometers, with a measuring uncertainty of 2% are used to take the
GHI and GPI measurements.
3.3.3 Data quality control
All the data used in this study was scrutinised for possible data quality issues. To ensure a high
quality data set, the 30 minute interval measured meteorological data was verified as follows:
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• The data was examined for missing values.
• Consistency checks: Checking for out of range data (spikes that could contain measure-
ments over five times greater than the normally observed values).
• Removal of negative irradiance values as shown in Figure 3.4.
• Limit checks: Removal of non-zero solar radiation after sunset and before sunrise.
• Checking whether standard time was used throughout the year or converted to local or
daylight savings during some parts of the year.
• Checking whether the timestamp indicates the beginning, middle or end of the period.
Less than 1% of the total number of 30-minute data were deleted from weather station 1 and 2
datasets (i.e. 96 data points out of the total 17520 for each weather station) and the remaining
data from the four weather stations (1-4) were averaged for each 30 minute interval measured
parameter. Missing values were observed in the measured data, from the 9th to the 12th of
December.
3.4 Data source validation procedures
In order to compare the goodness of fit between the measured data and the other sources of



















Figure 3.4: Example of negative GHI data.
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(RMSE), mean absolute deviation (MAD) and the mean absolute percentage deviation (MAPD
[29].
The RMSE gives the deviation between the measured value and the other meteorological








(Hn − Fn)2, (3.4.1)
where Hn is the measured value, Fn is the estimated meteorological data source value and n is
the number of periods i.e. months in this case.








| Hn − Fn | . (3.4.2)
The mean absolute percentage difference (MAPD) also known as the mean absolute per-
centage error (MAPE) is used to assess the accuracy of the other meteorological data sources
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The MBE provides long term performance information of the deviation between the mea-











3.5 Comparison of meteorological data sources
There are various sources of meteorological data, including measured, interpolated, terrestrial
model predicted and that predicted from satellite-derived models. However, the various me-
teorological databases differ in the input data, methodology, covered area, spatial revolution
and time intervals. In this study, seven different solar radiation data sources are validated
using ground measurements from Kalkbult, averaged from the four weather stations on site.
This was done with the aim of looking for reliable and most suitable alternative solar radiation
sources. The various solar radiation data sources were limited to the ones commonly used in
simulation tools and those from local companies.
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Global Horizontal Irradiation (GHI) data measured at Kalkbult solar PV power plant in
South Africa was compared to the solar resource values from available databases: SODA
HelioClim-3 [30], Meteonorm7.1 [31], PVGIS-Helioclim [32], Climate-SAF PVGIS [32], Me-
teonorm6.1 [31], NASA-SSE [33] in order to verify that each of the data sets is applicable to
the Kalkbult site. NASA-SSE and SODA HelioClim-3 data are sourced from satellite records
whereas Meteonorm and PVGIS data are collected by interpolating results from records of the
nearby meteorological stations and the use satellite data where measured weather records are
not available [21]. Table 3.1 shows the spatial resolution and time periods over which the
meteorological data was gathered for each source. PVGIS Helioclim and Climate-SAF PVGIS
provides long term annual and monthly averages determined from different temporal periods
as given in Table 3.1, whereas, SoDa offers time series meteo-data for the year required. Me-
teonorm and NASA also offers time series data averaged over a certain time period (years).
Related work was done for regions in Europe and Asia [34, 35].
A brief review of the various available meteorological data sources is presented next.
3.5.1 Meteonorm
Meteonorm is considered to be a more robust meteorological data source and the uncertainty
associated with the GHI is considered to be less than that of the other meteo-data sources
in Europe [19, 21]. Meteonorm incorporates solar applications calculation procedures and a
catalogue of meteorological data of any desired location in the world [22]. Meteonorm solar
radiation data is derived from 1325 meteo stations all over the world and five geostationary
satellites and 30 years of experience [31]. Twelve of the stations are in South Africa. Solar
radiation data from Meteonorm6.1 is averaged from 1981 to 2000 and that for Meteonorm7.1
is averaged from 1991 to 2010. Meteonorm7.1 is the default meteo-data source in the current
Table 3.1: Summary of meteorological data sources in monthly values.
Data source Time period Spatial resolution Availability
Kalkbult measured 2014 onwards - -
Meteonorm6.1 1981 - 2000 Interpolation pay
Meteonorm7.1 1991 - 2010 Interpolation pay
Climate-SAF PVGIS 1998 - 2010 1 × 1 km free
PVGIS-Helioclim 1981 - 1990 1 × 1 km free
SODA HelioClim-3 2004 onwards 3 × 3 km pay
NASA-SSE 1983 - 2005 1° × 1° free
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PVsyst version 6.39 and before that the Meteonorm6.1 was the default source of meteorological
data in PVsyst simulation tool, up to version 6.35 [19].
3.5.2 NASA-SSE
The National Aeronautics and Space Administration (NASA-SSE) satellite and model-based
solar radiation is averaged monthly from 22 years of satellite data, i.e. 1983 to 2005 [33]. The
solar radiation data is derived from satellite images of more than 15 geostationary weather
satellites and it can be accessed in hourly values [33]. NASA-SSE is a reliable global solar
radiation data provider for the areas with sparse or non-existent surface measurements. The
data is freely accessed with a spatial resolution of 110 × 110 km.
3.5.3 PVGIS
Photovoltaic Geographical Information System (PVGIS) provides a map-based inventory of so-
lar energy resource. PVGIS also provides a capability assessment of the electricity generation
from photovoltaic systems in Africa, Europe and South-West Asia [32]. PVGIS has two differ-
ently averaged datasets that are freely accessed in monthly values, PVGIS-Helioclim averaged
from 1981 to 1990 and Climate-SAF PVGIS averaged from 1998 to 2011. The PVGIS-Helioclim
data set and the Climate-SAF PVGIS are based on radiation values interpolated from two dif-
ferent measurement techniques (terrestrial measurements and satellite images) [19].
3.5.4 SODA HelioClim-3
HelioClim-3 is a long-term and near-real time surface solar irradiance database. It contains 15
minutes interval accessible surface solar irradiance, from images taken by the Meteostat series
satellites since 2004, with a spatial resolution of 3 × 3 km [30]. This satellite-based method
used to estimate the surface solar radiation, is called HelioSat-2 [36]. When necessary, the 15
minute solar radiation data is summarised to hourly, daily, monthly and yearly values. The
solar radiation data covers Africa, Europe and Atlantic Ocean. HelioClim-3 can be accessed
via the SoDa service (www.sodais.org). To access the data, one has to pay, except for the whole
year 2005, which is available for tests.
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3.6 Data validation, comparison and analysis
3.6.1 Meteorological data source validation using 2014 data
3.6.1.1 Yearly GHI comparison
The GHI comparison between the measured data and each of the alternative data sources is
shown in Table 3.2. The annual measured GHI value of 2117 kW/m2 measured at Kalkbult
solar PV power plant is within 2.95% of MeteoNorm6.1, 4.10% of MeteoNorm7.1, 0.33% of
Climate- SAF PVGIS, 3.74% of PVGIS-Helioclim, 1.33% of SODA HelioClim-3 and 0.84% of
NASA-SSE database. Differences in the estimates using the several solar radiation databases
are within a reasonable range and also agree with literature studies [35]. According to the
annual values, Climate-SAF PVGIS appears to be the most accurate alternative meteorological
data source, followed by SODA HelioClim-3. A super refinement will follow, using monthly
values for each data source.
3.6.1.2 Monthly GHI comparison
The GHI data obtained from the different sources under investigation better approximates the
field data when the statistical metrics (RMSE, MAD, MAPE and MBE) are close to zero [43].
All the solar radiation data sources under investigation agree among themselves within 5of the
reference measured irradiation. SODA HelioClim-3 appears to be delivering the most accurate
GHI estimate over the course of a year, followed by SolarGIS, Climate-SAF PVGIS, PVGIS-
Helioclim, NASA-SSE database, MeteoNorm6.1 and then MeteoNorm7.1, in that order. The
trend is in accordance with the respective monthly MAPE, MAD, RMSE and MBE values. As
can be seen in Table 3.3, the monthly error analysis indicates that SODA HelioClim-3 best es-
Table 3.2: Comparison of annual Global Horizontal Irradiation data from different sources.
Data source Origin Annual GHI Difference
kWh %
Measured ground 2117 0.00%
SODA HelioClim-3 satellite 2145.16 1.33%
Meteonorm7.1 ground + satellite 2203.8 4.10%
Meteonorm6.1 ground + satellite 2179.5 2.95%
Climate-SAF PVGIS ground + satellite 2110 -0.33%
PVGIS-Helioclim ground + satellite 2196.1 3.74%
NASA-SSE satellite + model 2099.3 -0.84%
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timates the GHI for the site under investigation compared to the other meteorological data
source considered in this study. This is owing to the SODA HelioClim-3 monthly error met-
rics (MAPE of 1.90%, MAD of 2.97, RMSE of 4.01 and MBE of -1.63%) results being closer
to zero than those of the other meteorological data sources, as shown in Table 3.3. On the
other hand, Meteonorm7.1 has the highest mean absolute percentage error (MAPE) of 5.36%,
thus it shows the highest irradiation overestimation compared to the other meteo-data sources,
though SODA HelioClim-3 yield results that are more closer to the reference irradiation for
this dataset. Good regional estimates are obtained from databases with coarser spatial resolu-
tion (e.g. NASA-SSE), however deviations may be shown for studies at local level since the
databases ignore local terrain and climate features [35]. Figure 3.5 shows the close relation be-
tween the measured and the estimated GHI for the Kalkbult site from the meteo-data sources.
From Figure 3.5 it can be noted that the SODA HelioClim-3 GHI curve best follows the mea-
sured GHI curve, thus it gives a better representation of the reference dataset.
3.6.1.3 Ambient temperature comparison
The PV module temperature is a substantial parameter affecting the performance of a solar PV
system. In this study we evaluate the ambient temperatures since they are used as input in
the simulation tools, instead of the module temperatures. The measured ambient temperature
data is compared to the estimates from various meteo-data sources in Table 3.4.
The annual average ambient temperature value measured at the Kalkbult solar PV power
plant is within 9% of NASA-SSE and 1.13% of both Meteonorm6.1 and Meteonorm7.1. These
differences are within a reasonable range and all the data sources are thus considered appro-
priate to be used for the yield simulation with Meteonorm being the first preference.
Table 3.3: Solar irradiation (GHI) monthly error analysis using 2014 data.
Data source RMSE MAD MAPE MBE
Meteonorm6.1 9.97 8.03 4.89% -3.54%
Meteonorm7.1 12.2 9.13 5.36% -4.39%
Climate-SAF PVGIS 8.77 7.37 4.12% -0.25%
PVGIS-Helioclim 10.5 7.62 4.27% -3.79%
HelioClim-3 4.01 2.97 1.90% -1.63%
NASA-SSE 9.26 7.79 4.30% 0.39%
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Figure 3.5: Comparison of the measured and different long term averaged GHI data sources
for 2014.
Table 3.4: Comparison of monthly average ambient temperature data from different sources.
Month Measured Meteonorm6.1 Meteonorm7.1 NASA-SSE
◦C ◦C ◦C ◦C
January 26.5 24 24.1 22.8
February 24.4 24.2 23.9 21.9
March 21 21.6 21.3 19.9
April 16.6 17 16.9 16.4
May 13.1 13.1 13.1 12.1
June 7.8 10 9.8 7.9
July 8.2 9.4 9.5 7.8
August 11.6 11.8 12 10.7
September 15.9 15.2 15.2 14.5
October 20.5 19.4 19.4 17.7
November 20.7 20.8 21.1 20
December 26.1 23.4 23.7 21.9
Annual 17.7 17.5 17.5 16.1
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3.6.2 Inter-annual variability
The monthly GHI averages of the various long term data is compared to the measured GHI
data for Kalbult site. The other six data sources have different time coverage, temporal and
spatial resolution. According to literature, it is not advised to mechanically compare the meteo-
databases since they differ in applied methods, time coverage, primary measurements, etc.
[38]. Due to weather variations each year, the yearly measured values tend to differ from the
long term average data. Figure 3.6 shows the difference between the measured GHI data for
Kalkbult in 2014 and the average GHI from the six long term data sources considered in this
study. The measured data is within the inter-annual variability limits for the individual months
of ±3.1% to ±6.5%, reported in literature for some other regions within South Africa [38].
3.6.3 Sensitivity analysis of GHI and Ambient temperature measurements
The uncertainty of the equipment used to measure the irradiance and temperature values used
in this study is ±2%. Therefore, we investigated the percentage change caused on the PVsyst
simulated energy yield when measured GHI and ambient temperature combinations are over-
estimated or underestimated by margins of 2% . The results showed the effect of the uncer-
























Figure 3.6: Comparison between measured and average long term GHI data sources.
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Table 3.5 shows the resulting percentage change of the PVsyst simulated energy yield when
ambient temperature (Amb temp) and GHI combinations are underestimated/overestimated
by margins of 2%. From the analysis it was observed that the uncertainty in GHI measure-
ments has more effect on the energy yield than the uncertainty in ambient temperature mea-
surements. Thus the accuracy of ambient temperature is of less importance in solar PV systems
in comparison to the irradiation. Overestimating the GHI measurements by 2% whilst keep-
ing the ambient temperature constant results in a 1.8% increase in the energy yield, whereas
overestimating the ambient temperatures by the same margin whilst keeping the GHI constant
results in only a slight decrease of 0.2% in the energy yield. The best case would be overes-
timating the GHI by 2% and at the same time underestimating the ambient temperature by
2% which would lead to an increase in the energy yield of 2%. A 2% decrease in the energy
yield is experienced when the GHI is underestimated by 2% and the ambient temperature is
overestimated by the same margin of 2%.
3.7 Conclusion
Comparisons were made of various meteorological data sources, for Kalkbult site. The various
meteorological data sources give different values of solar radiation for the same site. The results
of the analysis indicated that all the meteorological data sources under investigation agree
within 5% of the reference, measured solar radiation. The observed differences between the
measured meteo values and the other meteo-data sources are within a reasonable range and the
Table 3.5: Sensitivity analysis of GHI and ambient temperature measurements.
Parameter Change Energy yield Error PR
% MWh % %
Amb temp and GHI 0%, 0% 146319 0% 82.1
GHI +2% 148946 +1.795% 81.9
GHI -2% 143593 -1.863% 82.3
Amb temp +2% 146007 -0.2132% 81.9
Amb temp -2% 146628 +0.2112% 82.3
Amb temp and GHI +2%, +2% 148640 +1.586% 81.7
Amb temp and GHI -2%, -2% 143905 -1.650% 82.4
Amb temp and GHI +2%, -2% 143279 -2.078% 82.1
Amb temp and GHI -2%, +2% 149249 +2.003% 82.0
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measured data is within the inter-annual variability limits for the individual months of ±3.1%
to ±6.5%. However, HelioClim-3 data yield a better representation of reality for Kalkbult,
compared to the other meteo-data sources as observed from the statistical results. Determining
the best alternative meteo-data source when there are no ground measurements is difficult
since not all of the databases provide solar radiation data and ambient temperatures for every
site on the globe. From the study it was observed that some of the meteo-data sources do not
provide temperature measurements.
Differences in the various data sources are linked to the way the solar radiation data is
produced, some use discrete grids that vary in size, other perform interpolations. The meteo-
data sources also vary due to climate variability since the values are either measurements for
given years or averaged periods and those vary from one source to another. The differences
in the meteo-data sources are also due to the fact that, the satellite images used in estimating
the weather data are constantly evolving and improving, so the techniques and methods vary
from one source to another. The resolution of some of the satellite images is good enough to
see larger hills or mountains but not trees and houses, thus the horizon information might not
be detailed enough to account for the local terrain and climate features. Consequently, it is best
for each solar PV plant to have its own meteorological and solar radiation station on site.
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SOLAR PV SYSTEM ENERGY
YIELD AND PERFORMANCE
ANALYSIS
In this chapter a year-long energy yield analysis and performance evaluation of the first grid-
connected 75 MWP fixed-axis solar photovoltaic (PV) system in South Africa, Kalkbult, for the
operational year 2014 is presented. The objective is to evaluate field data and to compare the
initial energy yield assessment with the current plant performance. Primarily, measurements
obtained from the currently operating solar PV system are evaluated and compared to PVsyst
simulated results. In this study, the parameters evaluated are meteorological data, global grid
energy output, specific yield, performance ratio (PR) and capacity factor (CF). In addition,
monthly, seasonal, and annual variations are presented in detail.
4.1 Introduction
For solar PV plant owners to realise returns on project investments, it is critical that they are
certain of the performance in the field. In order to do this, they utilise data monitoring. Data
monitoring in utility scale solar PV plants serves for the comparison of the initial energy yield
assessment with the current plant performance. As a result, it is therefore vital for the initial
energy yield forecast values to be closely correlated to the actual performance. Various simu-
lation software can be utilised when it comes to the initial energy yield assessment of a solar
PV plant. PVsyst is one of best known simulation software packages and produces reliable
yield profiles. It requires entry of sub-(hourly), daily or monthly Global Horizontal Irradiation,
ambient temperature and wind speed is treated as optional.
In this study, the aim is to analyse the operational data from a utility scale solar PV power
plant in order to ascertain the performance characteristics of the facility. In order to achieve
this, a comparison of the initial energy yield assessment with the plant performance for the
first operational year, 2014, is done. In addition, a performance analysis of the 75 MWP fixed-
axis solar PV system with respect to the meteorological conditions of Kalkbult is provided.
49
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Energy yield comparisons between the field measurements and PVsyst calculations, variance
analysis, and further energy prediction of the best-case solar PV system performance using
PVsyst simulation software will be covered in this study. The PVsyst simulations are according
to the PVsyst file in Appendix A provided by the utility provider. About 69.2% of systems
designed in 2013 using polycrystalline module technology were reported to have PR values of
80% [23].
4.2 Methodology
An analysis of the energy yield of a 75 MWP solar PV system was carried out by comparing the
field measured data with the initial energy yield assessment done in PVsyst. PVsyst6.39 was
used for the simulation and meteorological data measured on the solar PV plant site was used
as input. Quality checks were performed on the meteorological data and the energy meter read-
ings. The monthly, seasonal and yearly energy production was analysed from the alternating
current (AC) energy meter recordings at the solar PV system. In this study, energy reductions
due to inverter faults or failures were not taken into account, only the global energy yield out-
put of the solar PV system was considered. The energy production of the solar PV system
was compared to the energy production simulated by PVsyst6.39. In addition, the measured
performance ratio (PR) and capacity factors (CF) were compared to the simulated results.
4.3 System description
Scatec Solar, the owner of the 75 MWP solar PV plant was a preferred bidder during the REIPPP
in December 2011. The plant was completed three months ahead of schedule in record time
(January 2013 to September 2013) [39]. Kalkbult solar PV power plant makes use of a fixed
tilt sub-structure system and the modules are tilted at an angle of 30°. The solar PV system
consists of 84 SMA inverters and 312 504 BYD polycrystalline modules spanning an area of
105 ha. Table 4.1 contains data with regard to the solar PV system. The modules used have
a conversion efficiency of 14.75% and this implies that each solar PV module only converts
147.5 W/m2 of the Standard Test Conditions (STC) power density (1000 W/m2 ) into useful
direct current (DC) electrical energy [5]. The module data-sheet is provided in Appendix D
and the inverter data-sheet is given in Appendix E.
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Table 4.1: Data of the Kalkbult solar PV system.
Description Module Specification
Module manufacturer BYD
Solar module model BYD240P6-30
Nominal power (Pnom) 240 WP
Short circuit current (ISC) 8.9 A




Inverter model Sunny Central 800CP
Nominal power (Pnom) 80 kW AC
Voltage at Pnom 29.55 V




4.4 Results and discussion
4.4.1 Irradiance
Figure 4.1 and Figure 4.2 depict the average monthly GHI and GPI for Kalkbult solar PV plant
site, respectively. The measured annual Global Horizontal Irradiance and Plane-Of-Array irra-
diance for Kalbult are 2117 kWh/m2 and 2384 kWh/m2 respectively. The definition of seasons
used in this study are according to fixed dates at even intervals of months as shown in Table 4.2.
The highest amount of solar radiation is received in summer (December to February), whereas
in winter (June to August) there is the least amount. Therefore according to the measured irra-
diance figures, the solar PV plant’s energy yield is expected to be larger in summer than in any
of the other season. Consequently, a lower energy yield is expected in winter than in any other
season.
4.4.2 Ambient and module temperatures
Figure 4.3 shows the measured monthly average ambient and module temperatures for Kalk-
bult. It can be seen that summer months are generally hotter than winter months, with the low-
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Figure 4.2: Average monthly GPI for Kalbult solar PV plant.
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Table 4.2: Seasons.
Season Interval in months
Summer December - February
Autumn March - May
Winter June - August
Spring September - November
est ambient and module temperatures being recorded in winter. As shown in Figure 4.3, mod-
ule temperatures are generally higher than ambient temperatures by a factor of approximately
10 ◦C monthly. Kalkbult’s measured annual average ambient temperature during production
time is 23 ◦C for the period of this study whereas the respective measured annual module tem-
perature value is 33 ◦C. In typical high solar radiation regions, the module temperatures often
reach 65 ◦C or higher in peak operating conditions.
4.4.3 Energy production
The electrical energy output of a solar PV system depends on various factors like the incident













































Figure 4.3: Average monthly ambient and module temperatures during production.
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losses within the solar PV system [40]. Theoretically, energy production is calculated as follows:
Energy production(kWh) = Actual Power(kW) · time(h). (4.4.1)
Figure 4.4 shows the monthly energy production for Kalkbult solar PV plant and it follows the
same trend as that of the measured GPI given in Figure 4.2. The system performance of a solar
PV system is determined by the electrical energy that it produces and the 75 MWP Kalkbult
solar PV system’s total annual energy production is 149 868 MWh which is enough to provide
energy for 35 000 households, thus each household consumes on average 11.7 kWh/day. The
produced energy would have been more if solar PV modules with a lower temperature coeffi-
cient than that of polycrystalline silicon (-0.47 %/◦C) were used, provided that the alternative
PV module’s efficiency is also as high as that of polycrystalline modules [41]. The temperature
coefficient of a solar PV module expresses the rate of change of its output power as a function
of the module operating temperature. As the module temperature increases, solar PV modules
suffer a drop in open circuit voltage i.e. solar PV semiconductor technologies experience an
increasing performance loss and that results in less energy production [42].
4.4.3.1 Seasonal energy production
The seasonal energy distribution of the total annual energy production is 25.5% in summer,

























Figure 4.4: Monthly energy production for Kalkbult solar PV power plant.
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Figure 4.5: Seasonal energy production of Kalkbult solar PV power plant.
plant’s highest seasonal energy production was measured in spring with a value of 39 369 MWh
whereas the average seasonal energy production is 37 467 MWh. The lowest seasonal energy
production of 34 601 MWh was measured in winter and this was due to the low solar radiation
experienced in winter as shown in Figure 4.6.
The highest energy production was measured in spring which has slightly lower seasonal
Global Plane Irradiance (GPI) than summer. It was expected that the energy yield measured
in summer and spring would be more or less the same due to the similarities of the measured
GPI in the two seasons i.e. 26.5% and 26.3% respectively. But the higher module temperatures
of 40.15 ◦C in summer compared to the 33.66 ◦C in spring outweighed the positive effect of the
high solar radiation on the plane of the array [43]. Figure 4.7 shows that the modules operated
at 6.5 ◦C warmer in the summer season than in spring. Due to the high temperature coeffi-
cient of the polycrystalline silicon modules (- 0.47 %/◦C), a drop in the performance of solar
PV modules is experienced at high temperatures [44]. As a result of this, the solar PV mod-
ules operating at lower temperatures produced more energy than those operating at higher
temperatures, explaining why more energy was measured in spring than in summer.
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Figure 4.7: Seasonal average module temperature for Kalkbult solar PV system during produc-
tion.
4.4.3.2 Comparison between the measured and expected energy yield for 2014
Figure 4.8 is a comparison of the monthly measured grid energy and the expected energy nor-
malised to the average monthly energy production. The expected energy was simulated in
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Figure 4.8: Monthly energy production comparison for 2014 (measured vs expected).
PVsyst using the initial simulation parameters and site measured meteorological data. The
differences in the measured and PVsyst simulated energy yield are due to the the fact that the
losses in PVsyst are overestimated compared to the actual operating losses. Therefore, the ac-
tual losses in the Kalkbult solar PV system will be calculated as described in Chapter 5 so as to
improve the PVsyst loss factor model.
Kalkbult solar PV power plant’s annual electrical energy production is compared to the
PVsyst simulation results in Table 4.3. From Table 4.3 it can be seen that the energy production
simulated in PVsyst6.39 and making use of the site measured meteorological data as input,
deviates from the measured grid energy by 6.4% and by 5.0% from the Hay and Perez models,
respectively. It should also be noted that only the global energy output of the solar PV plant was
used in this study, energy reductions due to faulty inverters were not taken into account. Using
initial simulation parameters, PVsyst modelled an annual energy production of 140279.5 MWh
using the Hay model and 142 417.1 MWh using the Perez model, thus underestimating the
electrical energy generation of the installed system. This is due to the over estimation of losses
in PVsyst. In the next chapter there will be a description of how the PVsyst model for the
Kalbult solar PV system was improved.
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Table 4.3: Measured vs simulated annual energy yield for the Kalkbult solar PV plant.
Annual energy production Variance from grid energy
MWh %
Grid-energy 149 868 0.0
Expected energy (Hay) 140 279.5 6.4
Expected energy (Perez) 142 417.1 5.0
4.4.4 Specific yield
Specific yield is defined as the ratio of the solar PV system’s AC energy delivered to the grid
in kWh over the actual STC rating of the solar PV system in kWP [45]. From the definition, the
factors that affect the annual energy production and also variations that affect the specific yield
can be deduced. Theoretically specific yield is calculated as follows:
Speci f ic yield =
Actual AC energy output(kWh)
DC rated power on PV module(kWP)
. (4.4.2)
Figure 4.9 shows the monthly specific yield for Kalkbult solar PV power plant. Generally the
measured monthly specific yield values show the same trend as that of the monthly measured
GPI and energy production. The period of highest measured specific yield for Kalkbult is in
October and that corresponds to the higher solar radiation measured in that month. Therefore,

























Figure 4.9: Monthly specific yield for Kalkbult solar PV system.
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specific yield. An annual AC specific yield of 1998.24 kWh/kWP was measured for Kalbult,
whereas the PVsyst software simulated a value of 1870.4 kWh/kWP.
4.4.5 Performance ratio
4.4.5.1 General PR formula
The performance ratio (PR) is used to indicate the installation quality of a system though it
doesn’t necessarily quantify the amount of energy generated. Literature suggests that a low PR
system located at a good irradiation site is highly likely to produce more energy than a high PR
system located at a lower irradiation site [46]. The findings of another study proved that the
higher the PR, the higher the conversion rate of solar energy into electrical energy [47]. New
solar PV system’s PR values that range from 60% to 90% were reported in literature [48–52].





where, Esystem is the actual measured grid energy in kWh and Eideal is ideal energy output of the
solar PV system that would have been obtained in kWh if the system suffered no losses. Eideal
is determined as follows:




where Gt is the measured Plane-Of-Array (POA) irradiance or GPI in kWh/m2, GSTC = the
irradiance at standard test conditions i.e. 1 kWh/m2, and PsystemSTC is the rated DC output
power of the solar PV system in kW under standard test conditions [45]. The orientation of the
PV modules and that of the device that measures the solar irradiation must be the same, so that
they get exposed to the same temperatures and same solar insolation [44].
This study presents a seasonal PR of 87.3% in winter, 84.3% in autumn, 83.7% in spring and
80.7% in summer, as shown in Table 4.4. The actual annual average PR for the Kalbult solar
PV plant is 83.8% whereas the annual average PR from PVsyst simulation software is 79.3%.
In literature, actual PR values in Europe were reported to be 1.8-8.0 percent above PVsyst pro-
jections and PR values in the ranges of 83-84.9% were calculated from the field measurements
[18].
Because of the amount of solar radiation received during each season, the highest PR would
be expected to be in summer and the lowest in winter. However, the solar PV system performs
best in winter whereas in summer a large drop in performance is experienced. The trend shows
that the performance ratio doesn’t necessarily quantify the energy generated by a solar PV
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system. The lower PR values in summer are as the result of the negative influence of higher
temperatures recorded during the season. If the pyranometers are not cleaned, the PR goes up
and this is due to the fact that the measured irradiance is less than the incident irradiance on
the PV collectors, thus from Equation 4.4.3, the ideal energy would be less, leading to increased
calculated PR values.
4.4.5.2 Temperature corrected PR
The National Renewable Energy Laboratory’s (NREL) report suggests that large seasonal vari-
ations in PR, which can range from ±2% to ±10% can be caused by the strong dependence of
PR on temperature [53]. Research done in the Netherlands revealed that PR could on average
reach 82.1% in winter and drop to 73.2% in summer [23]. Therefore the PR of a system can
be temperature corrected to a common temperature of 25 ◦C to solve the problem of seasonal
variation in PR [48, 54]. However, the resulting PR correction is usually higher since modules
more frequently operate at temperatures above 25 ◦C. Therefore, temperature correcting the
PR to 25 ◦C changes the actual yearly PR value of a solar PV system. As a result of this, a
site-dependent year average module temperature to which the PR can be corrected is defined.
In this case it is 33.2 ◦C, the yearly average module temperature for the Kalkbult solar PV plant
site in 2014.
Researchers in India came up with a temperature corrected PR formula which makes use of
the average cell temperature for the whole year [53]. This formula requires an initial project file
that depicts the range of the module temperature and the intensity of solar radiation for one
complete year. Researchers [55] and [54] use the same temperature correction method as used
in this study. The resulting ideal energy that can be substituted into Equation (4.4.3) to get the
temperature corrected PR is calculated as follows:
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where: Tmodavg = the average module temperature computed from one year of field recorded
data (◦C), α = peak power temperature coefficient which corresponds to the installed system
( %/◦C, negative), and Tmod = measured module temperature during production, (◦C).
The resulting temperature corrected seasonal PR values are 83.6% in summer, 84.4% in
autumn, 84% in winter and 84% in spring, as shown in Table 4.5. The resulting temperature
corrected average PR value for the Kalkbult solar PV plant is 84%.
4.4.5.3 Normal PR versus temperature corrected PR
The difference between the normal PR formula and the temperature corrected PR formula is
that the latter contains an additional term which translates the rated power to the annual aver-
age operating module temperature. As shown in Figure 4.10 the problem of seasonal variations
was eliminated without changing the yearly average PR value of the 75 MWP, Kalkbult solar
PV system.
In general, a decline in temperatures and also monitoring of solar PV systems so as to detect
and rectify defects early, causes an increase in the PR [56]. Literature studies [57–59] show that
the performance of solar PV systems is affected by higher ambient temperatures in a negative
manner, since the system’s efficiency is lowered because of increased losses due to temperature
rise. This explains why the PR for Kalkbult is higher in winter months and lower in summer
months, as shown by the monthly PR values in Figure 4.11. As a result, choosing solar PV
modules with a lower temperature coefficient would improve the performance of the system
especially in high ambient temperature locations [13]. Thin film modules have a lower temper-
ature coefficient which is around -0.25 %/◦C, so they are ideal for high ambient temperature
conditions [60]. Shading also plays an important role in the PR of a system, therefore well
designed and well ventilated utility scale solar PV systems have higher performance ratio [56].
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Figure 4.11: Monthly PR and temperature corrected PR of Kalkbult solar PV system.
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4.4.6 Plant performance degradation
In general, it is assumed that the performance degradation of solar PV systems is caused by
only the solar PV modules. However when evaluating the performance it is recommended to
look at the balance between the system and the weather data [53]. NREL reported that a new
system’s standard PR is expected to be a minimum 77% and that the system’s performance
decreases by about 1% annually [5]. Using the PR for Kalkbult solar PV system, the system’s
PR would be expected to be around 69.4% after the next 20 years, as shown in Figure 4.12.
4.4.7 Capacity factor
The capacity factor (CF) of a solar PV system is the ratio between the measured output of a
power generation plant over a period of time and its potential output if it had operated at the



























Figure 4.12: The expected performance ratio for the next 20 years of the Kalkbult solar PV
system.
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Environmental variations i.e. temperature, irradiance and the degradation of the solar PV mod-
ules are not taken into consideration in this parameter [53]. Moreover it assumes that the solar
PV plant produces power for 24 hours a day, which isn’t the case in reality. Equation (4) was
used to calculate the measured capacity factor. The fixed-tilt solar PV system considered in this
study has a CF of 22.8% whereas PVsyst modelled a CF of 21.35%. According to the literature,
fixed-tilt solar PV systems are expected to have CF values between 20.8% and 26% in high solar
radiation regions [62].
4.4.8 Performance summary for Kalkbult solar PV plant in 2014 and 2015
The performance summary of the Kalkbult solar PV system in its first year of operation (2014)
and in 2015 is shown in Table 4.6. From the table it can be seen that different solar radiation was
received in the first two years of the solar PV plant’s operation. More GHI was received in 2014
than in 2015, as shown by the yearly GHI values of 2117 kWh/m2 and 2057 kWh/m2 recorded
in 2014 and 2015, respectively. Consequently, the Plane-Of-Array irradiance of 2384 kWh/m2
measured in 2014 is higher than that of 2283 kWh/m2 recorded in 2015. As a result, the grid
energy measured in 2015 was 6.55% lower than that recorded in 2014. Performance ratios of
83.8% and 81.8% were calculated for operational years 2014 and 2015, respectively. Specific
yield values of 1998 kWh/kWP and 1867 kWh/kWP and capacity factor values of 22.8% and
21.3% were calculated for operational years 2014 and 2015, respectively.
4.5 Conclusion
The main aim of the study was achieved. The 75MWP grid connected fixed tilt Kalkbult solar
PV system generally produced more energy than what had been expected and the variance is
6.4% using the Hay model and 5% using the Perez model, with a PV simulator test tolerance
Table 4.6: The Kalbult solar PV plant’s performance summary for 2014 and 2015.
Parameter 2014 2015
GHI 2117 kWh/m2 2057 kWh/m2
GPI 2384 kWh/m2 2283 kWh/m2
Grid energy 149868 MWh 140048 MWh
Specific yield 1998 kWh/kWP 1867 kWh/kWP
Performance ratio 83.8% 81.8%
Capacity factor 22.8% 21.3%
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of ±3% [41]. The actual output of an installed solar module is affected by far more than STC
conditions as it depends upon local weather, system design characteristics and many other
factors. The overestimation of losses in PVsyst is the main cause of the observed difference in
the PVsyst simulated and measured grid energy.
The yearly energy production of the installed 75 MWP solar PV system amounts to 149
868 MWh in the first year of operation, whereas the energy yield obtained from the initial
simulation done in PVsyst6.39 underestimated the installed system’s energy production by
6.4%. The percentage distribution with respect to measured seasonal energy production is
25.5% in summer, 26.27% in spring, 25.14% in autumn and 23.09% in winter. This resulted in
an overall system performance ratio of 84.0% whereas the initial energy yield simulation in
PVsyst6.39 modelled a PR of 79.3% making use of measured GHI data as input. In addition
to this, the specific yield and capacity factor of the installed system are 1998.24 kWh/kWP and
22.81% respectively.
The PVsyst simulated specific yield value is 6.4% lower than the value calculated from the
measured data. Variances between the measured and simulated results were caused by various
factors and these are discussed in detail in the chapters to follow. Kalkbult solar PV system’s
winter PR was observed to be 87.30% and this is due to the lower ambient temperatures mea-
sured in winter which caused the solar PV modules to produce more energy. On the other
hand, more solar radiation was received in summer than in any other seasons but the PR was
80.72% i.e. lower than that of the other seasons. That was due to the high ambient tempera-
tures measured in summer which caused a drop in the system’s efficiency and performance.
The choice of irradiance datasets may affect the output of a system by about 3%, so using high-
accuracy irradiance sensors are the key to reducing the uncertainty between the measured and
expected energy [63]. It is also quite evident that the solar PV system’s performance is not only
dependent on irradiance but on different factors like ambient and cell temperatures, soiling,
wind velocity, design flaws, plant failure, etc.
In conclusion, using solar PV modules with a low negative temperature coefficient, like
thin film, would also improve the performance of the systems in high temperature conditions.
Differences between the measured energy yield and the PVsyst expected energy were mostly
due to the overestimation of system losses in PVsyst software. Therefore there is a need to
create an accurate PVsyst loss model for Kalkbult solar PV system and this will be discussed in
the next chapter.




In the previous chapter, the differences observed between the measured grid energy and PVsyst
energy yield simulated using measured GHI and default loss values were discussed. The dif-
ferences were concluded to be mostly due to the PVsyst default loss model overestimating the
actual losses of the Kalkbult solar PV system. So in this chapter, the improvement of the PVsyst
loss model will be discussed using the year long data recorded on the solar PV site in 2014.
5.1 Introduction
In moderate climates the statistical average performance ratio (PR) of new photovoltaic (PV)
installations has improved over the last 20 years. The typical PR was about 70% before 2000,
while nowadays it is in the range of 80% to 90% [3]. This continuous improvement in the
performance ratio is as a result of continuous operational monitoring and the analysis of the
recorded data on a solar PV plant site. To ensure reliable and high quality solar PV systems,
it is important that reliable evaluation methods of PV system losses and performance should
be established and verified by quantitative analysis [64]. An essential part of enhancing the
performance of an installed solar PV system is to understand the power losses which occur
in the system and to develop methods to minimise these losses [65]. Various large solar PV
systems use analytical monitoring to avoid economic losses due to operational problems [24,
66]. The power loss of solar PV systems is worth considering since there is rapid growth in
the production of electricity from solar PV systems [67]. Therefore this analysis is needed for a
better understanding of loss mechanisms in utility scale solar PV systems and for the design of
low-loss solar PV systems.
In this chapter, there is a description of how the losses of a grid connected 75 MWP solar
PV power plant in South Africa are investigated. The solar PV plant makes use of a fixed 30°
tilt substructure system that supports 312 504 BYD polycrystalline modules. Figure 5.1 shows a
full description of the system, the respective losses to be quantified and their location within the
plant. Power losses are firstly analysed, then practical methods are used to present and review
the losses using quantitative values calculated from the 30-minute averaged field data, whilst
66
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Figure 5.1: Losses in a solar PV system.
preserving high accuracy by doing the calculations both in Matlab and Excel. The calculated
losses are then used to improve the default PVsyst model for the 75 MWP solar PV power plant.
The PVsyst default loss model uses reasonable parameter values in order to execute an initial
simulation, whereas the improved model makes use of modified parameter values according
to the measured system performance. The improved model enables accurate forecasting of the
available generation capacity, as required by the utility provider.
5.2 Factors affecting the output of a solar PV system and loss
calculation
Economic risks associated with solar resource availability, system design and technology ma-
turity must be quantified and minimised in order to secure competitive financing for a solar
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PV system. In this section, the factors that affect the solar PV system output are presented and
quantified. Figure 5.2 is a summary of the factors that determine the real world energy output
of a solar PV system.
5.2.1 Near shadings loss
Near shading losses are due to the mutual shadings of modules in adjacent rows, and horizon
shading from structures that are far away, as well as nearby obstructions like buildings or trees,
which lead to the under performance of solar PV systems. The near shading losses due to trees
or buildings can sometimes be avoided by relocating the objects in the vicinity of the solar PV
system. It is usually impossible to completely avoid the influence of inter-row shading on the
energy yield because of space limitations, but with a careful planning procedure the inter-row
shading effects can be minimised [68]. There is a direct correlation between power loss due to
partial shading and the distance between the rows of the solar PV modules, therefore in order
to minimise the row shading losses it is essential to calculate the appropriate inter-row spacing
[69]. Figure 5.3 shows the sun path chart for the Kalkbult site located at a Latitude of 30.2 °S
and a Longitude of 24.1 °E. In order to minimise shading effects of a north facing, 30° tilt fixed
axis system, the distance between rows is selected to avoid shading from 8:30 AM to 4:15 PM
on the shortest day of the year (winter solstice) i.e. 22 June. The minimum solar elevation angle
(αmin) for the selected time interval is 13° as illustrated in Figure 5.3.
Figure 5.2: Factors affecting the output of a solar PV system [10].
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Figure 5.3: Sun path diagram for Kalkbult site showing the sun’s height and azimuth angles as
simulated in PVsyst [19].








where αmin is the solar elevation angle in degrees, l is the module width, θT is the module tilt
angle equal to 30° and h is the elevation of the module.
The minimum module row spacing (d) is then:
d = d‘ · cos(γAz) = 4.14 m, (5.2.2)
where γAz is the azimuth correction angle.
The row width (R) is then calculated as follows:
R = d + [l · cos(θT)] = 7 m. (5.2.3)
The inter-row spacing is chosen such that the shading derate factor is 0.975 and for fixed sys-
tems this amounts to a ground cover ratio (GCR) of 0.47. The resulting distance between rows
is as shown in Figure 5.4. The shading losses were calculated in PVsyst using the inter row
spacing distance on site and the trajectory of the sun, simulated in hourly step values. This
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Figure 5.4: Inter-row spacing for modules at Kalkbult solar PV plant.
geometric calculation determined the portions of the arrays in shade during each time step,
and a resultant near shading loss of 2.5% was obtained. Literature suggests that the relative
shading loss shows that for series-connected solar array, the losses are higher than for the par-
allel connected array, this is due to the fact that shading a single module in a string lowers its
current, causing the whole string to under-perform since current is continuous in a string [70].
5.2.2 Reflection/Incidence angle loss
Fixed-tilt solar PV modules receive varying amounts of solar radiation throughout the day and
this is primarily due to the constant change of the angle of incidence (AOI) [71]. The angle of
incidence at which the sun enters the atmosphere and strikes the surface of the solar PV module
determines the reflection losses of a PV system. There will be a certain degree of reflectance at
angles of incidence which are not normal to the solar panels. The incidence effect relates to the
reduction of the irradiance on the PV cell’s surface with respect to normal incidence irradiance
[19]. Reflection losses are based on an Incidence Angle Modifier (IAM) which is estimated as
follows [21]:







where: θAOI is the solar incidence angle on the plane and b0= is a module parameter provided
by the manufacturer. The IAM depends only on one parameter b0, and the manufacturer rec-
ommended a b0 value of 0.05 for BYDP6-30 polycrystalline modules. The resulting reflection
loss was calculated as 2.5%.
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5.2.3 Soiling loss
The accumulation of dirt and its effect on system performance is difficult to predict as it de-
pends on the site rainfall conditions, the environment of the system and the frequency at which
the modules are cleaned [21]. While average energy losses due to soiling are typically in the
range 1-6% [72], for some locations soiling can account for up to 70% of all the losses [24]. Re-
searchers, operators and developers of solar power plants are constantly seeking better meth-
ods to quantify soiling-related losses and several methods do exist [73, 74]. For this analysis,
soiling losses have been estimated based on the 30 minute interval measured precipitation for
the site as shown in Figure 5.5. Soiling losses were quantified according to the loss scale shown
in Table 5.1 [21]. As noted in Figure 5.5, the amount of rain that falls is higher in summer (De-
cember to February), than in winter months, (June to August). As a result, soiling losses are
more likely to be experienced in winter than in any other season. The resulting monthly values
for the soiling loss are shown in Table 5.2. The site’s average yearly soiling losses were cal-
culated as 1.75%. Independent soiling measurements permit more accurate determination of
soiling losses compared to estimates based on precipitation or plant metrics alone. Therefore,
at utility scale facilities, an ongoing measurement of soiling loss is an important component of









































Figure 5.5: Rainfall pattern for Kalkbult site in 2014.
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Table 5.1: Soiling loss scale.





Table 5.2: Soiling loss values predicted from received precipitation.















reduce the soiling losses [19, 72]. Further investigation into soling is therefore recommended
for future studies.
5.2.4 PV loss due to irradiance level
The conversion efficiency of a PV module increases at high light intensities and decreases at
low light intensities [75]. In practice there is a gain/loss in the module output with respect to
the standard irradiance conditions that the modules are rated at, (1000 W/m2) [21]. The mod-
ule efficiency according to measured incident irradiance on the collector plane was determined
from the plot of the module efficiency as a function of the Plane-Of-Array irradiance at a mod-
ule temperature of 33.22 ◦C, as shown in Figure 5.6. For the 75 MWP fixed-tilt system under
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PV module: BYD 240 P6-30 
Cells Temp = 33.22 °C
Figure 5.6: Efficiency vs Irradiance curve at a module temperature of 33.22 ◦C.
investigation, the PV loss due to irradiance level was extracted from the above-mentioned plot
and it is 0.45 % with respect to standard test conditions (STC), as shown in Table 5.3.
5.2.5 PV loss due to temperature
The thermal characteristics of solar PV modules have a significant impact on the performance
of PV systems. Increasing temperatures lower the open circuit voltage of PV modules signif-
icantly whilst slightly increasing the current, thereby causing a decrease in cell performance
[76]. Literature suggests that direct measurement of module temperatures can improve accu-
racy when continuously forecasting expected system performance and losses [77].
Figure 5.7 shows the measured annual distribution of the back of module temperature and
Table 5.3: Relative efficiency loss with respect to STC.
Temperature POA Module Efficiency Relative efficiency loss
◦C W/m2 % %
25 1000 14.75 -
33.22 567 14.30 0.45
STC = 1000 W/m2, 25 ◦C and AM = 1.5
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the ambient temperature for the solar PV plant under investigation. It can be seen that the dis-
tribution of ambient temperature is centred on approximately 25 ◦C and it ranges from -10 to
40 ◦C, whereas the back of module temperature is centred on approximately 35 ◦C and ranges
from -5 to 65 ◦C. This shows that in the case of the solar PV plant, the modules operate at
temperatures above 25 ◦C on average and this in turn results in losses due to module tempera-
ture rise with respect to standard test conditions (STC) [78]. The PV loss due to temperature is
based on the power temperature coefficient of the module, and the BYD P6-30 polycrystalline
module has a peak power temperature coefficient of - 0.47 %/ ◦C at STC.
The PV loss due to temperature (Ploss) is then determined according to the following ex-
pression [78]:
Ploss = Pactual − P25, (5.2.5)
where: Pactual = the actual power of the solar PV system and P25 = is the temperature corrected
yield of the PV array by compensating measured PV array yield to PV array yield at STC, and
can be calculated as follows [65, 78, 79]:






















Figure 5.7: Average monthly ambient and module temperatures during production.
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where α is the peak power temperature coefficient and Tmod is the measured module tempera-
ture.
According to the data recorded at the solar PV power plant, the overall PV loss due to tem-
perature amounted to 6.3% during production. In high solar radiation regions, the module
temperatures often reach 65 ◦C or higher in peak operating conditions and at 65 ◦C the conven-
tional solar module’s power output is reduced by up to 20% [42]. In the case of the Solar PV
power plant under investigation the majority of solar energy production occurred when the
ambient temperature was lower than the back of module temperature. Figure 5.8 depicts the
distribution of energy production at low, (≤25 ◦C) and high, (>25 ◦C) module temperatures
for the 75 MWP solar PV power plant. The majority of solar energy production occurs when
the ambient temperature is lower than the back of module temperature, as shown in Figure 5.7
and Figure 5.8. The energy generated at module temperatures of 25 ◦C or higher, accumu-
lated to 87% of the total generation and the average energy weighted module temperature is
approximately 40 ◦C, as can be observed in Figure 5.8.
5.2.6 Module array mismatch and Ohmic wiring losses
Due to the lack of specific I-V measurements of the solar PV modules in the field and real
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Figure 5.8: Average monthly ambient and module temperatures during production.
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to make the calculated energy at the inverter input terminals equal to the measured inverter
input energy.
5.2.6.1 Mismatch loss
Due to variations in the current-voltage characteristics, the PV modules connected in parallel
or series to a PV array do not necessarily operate at their maximum power point [29]. The
sum of the maximum output of the individual modules (Pmax,module) is always greater than
the maximum power output of the total PV array (Pmax,array) at the same operating irradiance
level [24]. The resulting difference is commonly called circuit mismatch (CM) [80]. Reducing
mismatch losses improves the global PV array efficiency, and mismatch losses can be calculated
as follows:
CM =
∑Nn=1 Pmax,module − Pmax,array
∑Nn=1 Pmax,module
, (5.2.7)
where n is the number of modules in an array.
5.2.6.2 DC Ohmic wiring loss
In utility scale PV systems, the cause of DC Ohmic wiring losses is the resistance of the cabling
that interconnects PV modules. The total DC Ohmic wiring loss between the modules and the
inverters is related to the type, thickness and length of the cables [21]. In addition to the cable
loss, the transition resistances in fuses, terminals and connectors also contribute as DC Ohmic
losses. DC Ohmic power loss (PDC,Ohmic) can be accurately calculated by multiplying the square
of the 30-minute averaged DC array current (I) with the resistance of the cables (R) as follows:
PDC,Ohmic = I2R. (5.2.8)
The sum of all DC-Ohmic power losses (PDC,Ohmic) during the year multiplied by time gives
the yearly energy DC-Ohmic losses (EDC,Ohmic). The yearly energy losses are expressed as fol-
lows:
EDC,Ohmic =∑ I2Rt. (5.2.9)
Since the voltage sense leads are connected to the inverter input terminals, the real array
energy (Earray) is mostly not measured, but it is basically given by summing up the energy at
the inverter input (EInverterinput ) and the DC-Ohmic wiring losses as follows:
Earray = EInverterinput + EDC,Ohmic. (5.2.10)
In the case of the solar PV system, the combined mismatch and DC-Ohmic wiring losses were
calculated from measurements as 1.77 %.
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5.2.7 Inverter loss
In the case of grid-connected solar PV systems, the inverter changes DC power from the so-
lar PV array to AC power for exporting to the utility grid. The AC energy from the inverter
depends on the input at the inverter terminal i.e. the output power from the arrays and the
inverter losses [81]. Inverter losses are due to Ohmic and switching losses in semiconductors,
as well as standby power. The inverter efficiency is expressed as the ratio of the power at the
inverter output terminals (Pinverteroutput ) to the power at the input terminals (Pinverterinput ). The







Kalkbult solar PV plant’s inverters operated at efficiencies between 94% and 99% in 2014,
as shown in Figure 5.9. More data on the efficiency of each of the 84 inverters is provided in
Appendix F. The best performing inverter efficiency is 98.60% which is equal to the rated ef-
ficiency in the datasheet [82] whereas the worst performing inverter was operating at 94.04%.
The inverter with the best performance (Inverter 38) was used to show the efficiencies of the
inverter at different output power levels for the whole year, and the results are shown in Fig-
ure 5.10. From Figure 5.10, it is observed that the inverter conversion efficiency increases and
remains constant at high output power levels (> 150 kW) and it decreases at low output power























Figure 5.9: Inverter efficiency.
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Figure 5.10: Inverter efficiency at different output power levels.
5.2.8 AC Ohmic and external transformer losses
AC Ohmic losses occur between the inverters and the utility connection point [21]. In this
section, the AC Ohmic losses were combined with the transformer losses due to insufficient
measured field data for the two to be calculated separately. Losses in the transformers are
due to hysteresis and eddy-currents in the core, as well as Ohmic losses in the primary and
secondary windings [19]. The system under investigation consists of 42 transformers, each
connected to 2 inverters. The resulting AC Ohmic and transformer losses (PAC+trans floss ) of
1.99% were calculated from the ratio of the power at the substation transformer input terminals
(Psubstationinput ) to the power at the inverter output terminals (Pinverteroutput ) as follows:






5.2.9 Substation transformer loss
Electricity is transmitted along power lines at high voltages to reduce the Ohmic losses. In
order to achieve this, another transformer installed at the substation is used to step up the
voltage. The substation transformer loss (Psubstationloss ) of 0.344% was calculated from the ratio
of the power supplied to the grid (Pgrid ) to the power at the input terminals of the substation
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Further losses will occur during transmission and also as the electricity will be stepped down
to levels usable by the consumer, but these losses are beyond the scope of this study.
5.3 PVsyst model correction
The starting point for evaluating the losses of a PV system is to calculate the energy which
would be produced if the system always worked at standard test conditions (STC). In this
section the 75 MWP solar PV plant’s system losses are listed, along with the PVsyst simulated
losses for both the default loss and improved loss models. In PVsyst some losses are explicitly




• Module quality loss.
• Availability loss.
• Reflection loss.
• Light induced degradation (LID) loss.
• Array wiring losses.
Losses due to models are as follows [83]:
• Spectral loss.
• PV loss due to irradiance level.
• PV loss due to temperature.
• Inverter losses.
• External transformer loss.
Module quality loss expresses the real behaviour of modules with respect to the manufacturer’s
specifications and was kept at 0% for all the models, i.e. the average manufacturer specified
inferior tolerance [83] and LID losses were not quantified in this study because this loss mech-
anism is not proposed as default by the PVsyst software [19].
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5.3.1 Loss analysis (Measured vs PVsyst model losses)
Table 5.4 shows the loss analysis results. The GHI to global irradiance incident in the collec-
tor plane (i.e. Global Plane Irradiance - GPI) conversion ratio is 12.3% for simulations done
in PVsyst, whereas the conversion ratio from the field data was calculated as 12.61%. Soil-
ing losses estimated according to the measured precipitation are close to half the respective
PVsyst default loss model value. It can be seen that the improved PVsyst model’s values for
inverter loss, AC Ohmic and external transformer losses are close to the respective calculated
losses. The calculated mismatch and DC Ohmic losses are half the respective PVsyst default
loss value, and inverter losses calculated from measured values are within 0.3% of the respec-
tive improved PVsyst model value. The improved PVsyst model value for the PV loss due to
temperature is close to the calculated value whereas the respective default loss model value
is 2.1% greater than the calculated value. The results show that the PVsyst software package
tends to underestimate the electrical energy generated by the installation due to the overesti-
mation of losses for this solar PV power plant. The PVsyst simulation accuracy is in the order of







GHI [kWh/m2] 2 117 2 117 2 117
Global incident in coll. plane 12.3 % 12.61 % 12.3%
Near shadings irradiance loss -3.0 % -2.50% -3.0%
Reflection loss -2.6 % -2.50 % -2.6%
Soiling loss -3.0 % -1.75% -1.8%
Effective coll. plane irradiance
[kWh/m2]
2 179 2 227 2 206
PV loss due to irradiance level -0.3 % -0.45% -0.3%
PV loss due to temperature -8.4 % -6.3% -6.4%
Mismatch + DC Ohmic loss -3.2 % -1.77% -1.3%
Inverter loss during operation -1.8 % -2.60 % -2.3%
Transformer and AC Ohmic
loss
-1.36 % -1.99% -2.07%
Substation transformer loss - -0.344 % -
Deviation from the Grid yield 6.3 % 0% 2.07%
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2 to 3% (MBE - Mean Bias Error) due to uncertainty with regard to the model used to transpose
GHI to the incident irradiation in the collector plane [19].
5.3.2 Energy yield comparison using 2014 measured data
Figure 5.11 shows the energy yield from the energy meters at the solar PV plant normalised to
the monthly average grid yield, in comparison to the simulated energy yield from the im-
proved PVsyst model and the PVsyst default loss model using the Hay irradiance model.
Thirty minute averaged GHI data was used as input in PVsyst simulation tool and the data
was imported using the "PVsyst standard format" tool described in Appendix C. The PVsyst
file showing the results from the simulation is given in Appendix G. It can be observed from
Figure 5.11 that the improved PVsyst model more closely follows the measured grid yield trend
line compared to the PVsyst default loss model. The improved model’s trend line follows that
of the measured data from January to March and then from October to December. The differ-
ences of approximately 4% observed from April to September show that the arrays are outper-
forming the improved model simulation. The differences can be traced back to the radiation
transposition models used within PVsyst that calculate relatively less Plane-Of-Array (POA)
irradiance in winter months, as shown in Figure 5.12. Solar radiation models will be investi-
Figure 5.11: Comparison between simulated yield and grid yield using the Hay model and
GHI input data.
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gated further in the next chapter. In the literature, a real-world system that also outperformed
PVsyst software by an average over performance of 5.4% was reported [18]. A better perfor-
mance model with all the losses derived from accurately measured data and losses given as
monthly values would produce simulation results even closer to the field data.
The differences in expected and measured energy yield are also due to the respective vari-
ances in the models used to calculate losses. Some loss values are expressed as constant yearly
values in PVsyst, whereas in reality the loss values vary with time. The PVsyst simulated
energy yield using the default loss model is 6.4% lower than the actual measured grid yield,
as shown in Figure 5.11, therefore the PVsyst default loss model overestimated the solar PV
system’s losses. The energy yield from the improved model in combination with the Hay irra-
diance model is 4% better than the yield obtained when using the default loss model and this
resulted in an energy yield which is 2.3% lower than the energy meter readings.
Figure 5.13 shows the measured grid energy yield normalised to the average monthly en-
ergy yield, in comparison to the PVsyst simulated energy yield from the default and improved
loss models using 30 minute GHI data as input and the Perez irradiance model. The PVsyst
file showing the results from the simulation is given in Appendix H. By comparing Figure 5.13
to Figure 5.11, it can be observed that the energy yield values obtained from the Perez model
follow the measured data better compared to the values obtained from the Hay model. Differ-
























Figure 5.12: Comparison between predicted and measured Plane-Of-Array irradiance.
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Figure 5.13: Comparison between simulated yield and grid yield using 30 min averaged GHI
input data.
of 3% and a yearly average value of 0.78% when using the Perez irradiance model. It was also
observed that the "Import ASCII meteo file" format of importing data into PVsyst is more ac-
curate than the "PVsyst standard format". This is due to the ASCII format allowing the input
of sub-hourly meteo data whereas the PVsyst standard format allows for the input of hourly
values only.
Figure 5.14 shows the percentage differences between the measured and simulated energy
yield using input GHI and POA irradiance data. The PVsyst file showing the results from the
simulation is given in Appendix I. From the figure it can be observed that using Plane-Of-
Array irradiance as input in PVsyst simulation tool results in energy yield calculations that
are within 2% of the field recorded values. It can also be observed that the monthly energy
yield values from the Perez and Hay models are within 3% and 4% of the measured monthly
values, respectively. Therefore measured Plane-Of-Array irradiance reduces the errors in pre-
dicting the available generation of a solar PV system using simulation tools. Validation of the
improved PVsyst model using data for operational year 2015 is in Appendix J. It was observed
that the monthly energy yield simulated from the 30-minute averaged values for 2015 is closer
to the measured energy yield compared to that for 2014 obtained from hourly values. It was
also observed that the solar radiation patterns for 2014 and 2015 are different. The percent-
age differences between the measured and simulated energy yield for 2015 are within 2% for
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Figure 5.14: Percentage differences between measured and simulated energy yield using input
GHI and POA irradiance data.
the majority of the months, less than the uncertainty of the PVsyst simulation tool, except for
October, November and May. These differences in energy yield are in accordance with the
respective differences in the measured and simulated Global Plane Irradiance, caused by the
irradiance models not transposing GHI into GPI correctly.
The main uncertainties regarding the PV production using PVsyst software are: the mete-
orological data (source and annual variability) as well as the PV model (Hay or Perez model),
soiling, and the validity of the manufacturer’s specifications [83].
5.4 Case study: Single and double axis trackers
Table 5.5 shows the PVsyst simulated yearly energy yield values for the 75 MWP Kalkbult solar
PV power plant if it were a single or double axis tracker. The energy yield values are simulated
in PVsyst software whilst keeping the module area, PV array and inverters the same. A gain
in energy of 15% resulted when the solar PV system was simulated as a single axis tracker at
a tilt angle of 0°, using the Perez model and the resulting PVsyst file is given in Appendix K,
whereas a gain of 13.7% resulted when the Hay model was used at the same tilt angle and
the resulting PVsyst file is given in Appendix L. When the solar PV plant was simulated as
a single axis tracker at an optimum tilt angle of 30°, this resulted in a 25.2% gain in energy
yield when using the Perez model and 23.3% gain when using the Hay model in PVsyst. The
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Table 5.5: Energy yield analysis.
N-S axis tracker Tilt angle Perez model Hay model
MWh MWh
Single axis tracking 0° 172358 170345
Single axis tracking 30° 187602 184793
Double axis tracking - 204819 202059
respective PVsyst reports using the Perez and Hay models at thirty degrees tilt angle are given
in Appendix M and Appendix N, respectively. Simulating the 75 MWP solar PV power plant
as a double axis tracker yielded a 36.7% gain in energy using the Perez model and 34.8% gain
using the Hay model. The PVsyst files when the 75 MWP is simulated as a dual axis tracker
using the Perez and Hay models are given in Appendix O and Appendix P, respectively.
5.5 Conclusion
An essential part of enhancing the performance of installed solar PV systems is understanding
the energy losses which occur in the system and developing methods to minimise these losses
where possible. From the analysis it can be concluded that it is important to evaluate the losses
in each part of the solar PV system and to make specific improvements in order to decrease the
major losses. This will help to improve the design of future solar PV systems.
The PVsyst V6.39 (Perez) default loss model overestimated the solar PV plant’s actual losses
by 6.4%. The calculation of the losses in the operational system resulted in an improved PVsyst
model and when simulated in hourly values, gave a 4% higher yield using the Hay irradiance
model. Different irradiance models in PVsyst resulted in variances between the measured and
simulated energy yield of 0.78% and 2.3% for the Perez and Hay models respectively. The im-
proved model is essential for accurately forecasting PV system generation capacity, as required
by the utility providers. According to the analysis, the operational system significantly out-
performed the software simulations. On a monthly basis, PVsyst exhibits a seasonal variation
in the energy yield error magnitude, appearing to be biased higher in winter than in summer.
The differences in the improved model and the grid yield observed in the winter season were
mostly due to the radiation transposition models calculating relatively less Plane-Of-Array ir-
radiance in winter months, and the models will be investigated further. In conclusion, the
analysis contributes to the enhancement of the performance model’s accuracy when continu-
ously forecasting expected system performance and losses.
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IRRADIANCE MODELS
Accurately estimating the solar irradiance on tilted surfaces is a prerequisite for the reliable
prediction of the energy yield of solar PV systems. In this chapter, irradiance models that
estimate Global Plane Irradiance (GPI) from Global Horizontal Irradiance (GHI) measurements
are evaluated for South African climatic conditions. Seven irradiance decomposition models
namely Orgill and Hollands, Erbs, Louche, Reindl1 , Reindl2 , Disc and Dirint are evaluated
as well as combinations of the Isotropic, Sandia, Klucher, Hay, Reindl and Perez transposition
models with the best performing decomposition models.
6.1 Introduction
Solar radiation decomposition and transposition models are required for accurate yield fore-
casting of solar PV plants. Therefore empirical validations of the available solar radiation mod-
els are required to make modellers and developers confident that their respective algorithms
simulate reality [84]. A comparison between the PVsyst simulated and measured energy yield
of a solar PV plant located in South Africa was done in literature [85] with the results showing
that the PVsyst simulated energy yield does not correlate a 100% with the measured energy
yield, especially in winter months. An annual plane-of-array (POA) energy estimation using
the PVsyst simulation tool can vary by over 1.45% by simply interchanging the transposition
models within PVsyst i.e. Hay/Davies and Perez models as shown in Figure 6.1 [86]. Due to
the lack of a standard combination of decomposition and transposition models for converting
Global Horizontal Irradiance (GHI) to Global Plane Irradiance (GPI), various combinations are
in use and this leads to different estimates of GPI, even when the same GHI is used as input
[4]. GHI measurements are often available, whereas the solar PV modules are tilted to max-
imise the yearly energy yield and for this yield calculation the GPI is required. Few locations
in South Africa have reliable, measured GHI and GPI data sets and that makes GPI estimation
important.
Estimating GPI from GHI involves two steps, the decomposition of GHI into direct and
diffuse horizontal components using irradiance transposition models and then the transposi-
tion of the two horizontal components into the Plane-Of-Array direct beam, ground reflected
and diffuse components using irradiance transposition models [86]. In the literature there are
86
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Figure 6.1: Annual differences in POA irradiance and AC energy between the Perez and Hay/-
Davies transposition models as implemented in PVsyst.
numerous studies which assess and compare solar radiation models for non-South African re-
gions, with recent studies being done in the USA [86] and countries in Northern Africa i.e.
Egypt and Algeria [84, 87, 88].
The main objective of this study is to compare six transposition models, namely: Isotropic,
Sandia, Klucher, Hay/Davies, Reindl and Perez for a region in South Africa. Firstly, the Dirint,
Disc, Erbs, Louche, Orgill and Hollands, Reindl1 and Reindl2 irradiance decomposition models
are separately evaluated using measured Global Horizontal Irradiance (GHI), Direct Normal Ir-
radiance (DNI) and Diffuse Horizontal Irradiance (DHI) from weather stations at Bloemfontein
and Sutherland i.e. areas close to the solar PV plant. This is due to the unavailability of mea-
sured DNI and DHI at Kalkbult. The Bloemfontein and Sutherland weather stations’ data are
available through the South African Universities Radiometric Network (SAURAN) [89] and the
global and diffuse irradiance measurements are taken using Kipp and Zonen CMP 11 standard
pyranometers whilst Direct Normal Irradiance measurements are taken using the SOLYS track-
ers and CHP1 pyrheliometers [27]. Sutherland is at latitude -32.4° and longitude 20.7° whilst
Bluemfontein is at latitude -29.1° and longitude 26.2°. The measured GHI and GPI data from an
operational 75 MWP solar PV plant in South Africa is used to evaluate the transposition models
in combination with the decomposition models that best estimate the DHI and DNI for Bloem-
fontein and Sutherland. The irradiance decomposition and transposition models selected here
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are those that are commonly used in PV design or simulation tools such as PVsyst (Erbs, Dirint,
Hay and Perez), SAM (Isotropic, Reindl, Perez), PV*SOL (Reindl and Hay/Davies), PVWatts
(Perez) and RETScreen (Erbs and Isotropic) [90]. Further analysis is done to investigate the
additional bias introduced by using satellite-derived GHI when there are no ground measure-
ments for GHI.
6.2 Methodology
Figure 6.2 is a summary of how the combination of a decomposition and transposition model
or a transposition model is used to estimate the GPI from the available ground measurements
[86]. From the figure it can be seen that the conversion of GHI into GPI involves two steps when
there is no measured DHI i.e. the decomposition of GHI into its direct and diffuse horizontal
components followed by the transposition of the decomposed components into GPI or Plane-
Of-Array (POA) irradiance.
The relative abilities of the different decomposition and transposition models to estimate
the solar radiation on a tilted surface were tested using statistical methods. In this study, the
irradiance models were modelled in Matlab and the following statistical estimators were used
to evaluate them: root mean square error (RMSE) and mean bias error (MBE). These estimators
should be close to zero to indicate high modelling accuracy [84].
Measured 
GHI




























Figure 6.2: Flowchart showing how to model GPI from measured GHI.
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6.2.1 Root Mean Square Error (RMSE)
The RMSE compares the actual deviation between the measured (Gi,meas ) and estimated (Gi,calc)
irradiance values, thereby yielding information on the short term performance of the model
[84]. The RMSE gives the model scatter and is always positive. The smaller the RMSE, the








(Gi,meas − Gi,calc)2. (6.2.1)
The subscript N represents the total number of solar radiation data points and i refers to the i−
th data point of the solar radiation data. The subscripts "meas" and "calc" refer to the measured
and calculated values respectively.
6.2.2 Mean Bias Error (MBE)
The MBE provides long term performance information of the deviation between the measured
(Gi,meas ) and estimated (Gi,calc) irradiance values. The MBE is the average difference between
the measured and modelled values. A low MBE value is desired, to indicate high modelling
accuracy and a negative value shows an average overestimation in the modelled values. A
disadvantage of the MBE is that overestimation from one observation may be cancelled by an
underestimation from a separate observation, which is why it is seldom used for short term










where, subscripts N, i, meas, and calc are as defined in Equation 6.2.1. The mean percentage
error (MPE) gives the percentage errors by which the forecasts from the model deviate from
the actual values of the quantity being forecast. Researchers suggest that daily percentage
errors between -10% and +10% and monthly bias errors within 3% are acceptable [91]. A brief
discussion on the models that are considered in the analysis follows.
6.3 Irradiance Decomposition models
The decomposition models considered in this study are listed in Table 6.1. These models use
coefficients estimated from fixed sets of measured data [86]. A number of these decomposition
models make use of the clearness index ( kt) to calculate the diffuse fraction (kd). The clearness
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Table 6.1: Decomposition models.
Model Year - Test sites Input variables
Orgill and Hollands [92] 1977 - Canada kt
Erbs [93] 1982 - USA kt
Louche [94] 1991 - France kt
Reindl1 [95] 1990 - USA and Europe kt
Reindl2 [95] 1990 - USA and Europe kt,αs
Disc [96] 1987 - USA kt,αs
Dirint [97] 1992 - USA and Europe ∆kt,αs,Tdp





where, Go is the extra-terrestrial irradiance. The diffuse fraction is multiplied by the Global






Alternatively some models calculate the direct fractions to find the DNI. Some models, like
the Dirint model, also take the solar elevation angle (αs), the dew point temperature (Tdp) and
the variability of clearness index (∆kt ) into account when computing DHI and DNI. The scat-
tered terrestrial irradiance received by a horizontal surface is the Diffuse Horizontal Irradiance
(DHI). The sum of the DNI projected onto the horizontal surface and DHI gives the GHI, i.e.
the total radiation on a horizontal surface as expressed by Equation (2.1.13). In some solar
PV systems the GHI is measured, and decomposition models are used to estimate the DHI
and DNI. The decomposition models will be presented and evaluated in the sections to come,
(For detailed descriptions of the transposition models, we refer the reader to the references in
Table 6.1).
6.3.1 Orgill and Hollands
Orgill and Hollands developed the first relationship between the hourly diffuse fraction (kd)
and clearness index (kt), based on 4 years of data acquired from one location in Toronto [92].
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The correlation is divided into three zones as follows [92]:
kd = 1− 0.249kt : (kt < 0.35), (6.3.3)
kd = 1.577− 1.84kt : (0.35 ≤ kt ≤ 0.75), (6.3.4)
kd = 0.177 : (kt > 0.75). (6.3.5)
The range (kt < 0.35) represents values from extremely overcast days with up to 90% of
the total solar radiation being diffuse, whereas the range (kt > 0.75) has values that represent
relatively clear periods with some cloud cover but the sun itself not shaded by a cloud [92].
The (kd) value for the range (kt < 0.35) was recommended to be a constant 0.177 due to the
unpredictable nature of cloud reflection and limited frequency of data in the range, i.e. only
5.6% of the measured data over the four year period. The range (0.35 ≤ kt ≤ 0.75) constituted
of most of the measured data over the four year period i.e. 62% [92].
6.3.2 Erbs
Erbs adapted the (kt - kd) correlation in 1982, and extended it to latitudes from 31° to 42° North
[93]. The model was validated using hourly pyrheliometer and pyranometer data from four
stations in the United States of America (USA), based on pyrheliometric measurements. The
Erbs model is divided into three zones as follows [93]:
kd = 1− 0.09kt × kt : (kt < 0.22), (6.3.6)
kd = 0.9511− 0.1604kt + 4.388k2t − 16.638k3t + 12.336k4t : (0.22 < kt ≤ 0.8), (6.3.7)
kd = 0.165 : (kt > 0.8). (6.3.8)
Following the procedure of Orgill and Hollands [92], a constant value of 0.165 was chosen
for values of (kt) greater than 0.8 because the data in that range is not understood well enough
to justify fitting a curve to them [93].
6.3.3 Louche
In 1991, Louche established correlations on Global Horizontal Irradiance and Direct Normal
Irradiance for a mediterranean site [94]. Louche’s model estimates the transmittance of beam
(kb), using the clearness index (kt). The model is based on global (G) and direct beam irradiance
(Gb) data recorded between October 1983 and June 1985 at a metereological station in Ajaccio
(Corsica, France). The model is defined as follows:
kb = −10.627k5t + 15.307k4t − 5.205k3t + 0.994k2t − 0.059kt + 0.002. (6.3.9)
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The direct beam irradiance (Gb) is then determined using the direct transmittance as fol-
lows:
Gb = kb · Go, (6.3.10)
where, Go is the extraterrestrial irradiance.
6.3.4 Reindl1 and Reindl2
The climatic-geometric variables’ influence on the hourly diffuse fraction (kd) was studied in
1991 by Reindl et al. [95]. From measurements of global and diffuse irradiance on a horizontal
surface taken from five locations in USA and Europe, Reindl et al. estimated the diffuse fraction
(kd) using two models, namely Reindl1 and Reindl2 . The first model’s (Reindl1) expression for
the diffuse fraction was established using the clearness index kt as follows [95]:
kd = 1.02− 0.248kt : (kt ≤ 0.3), (6.3.11)
kd = 1.45− 1.67kt : (0.3 < kt < 0.78), (6.3.12)
kd = 0.147 : (kt ≥ 0.78). (6.3.13)
The second correlation known as the Reindl2 model, uses the solar elevation (αs) and the
clearness index (kt) as input to estimate the diffuse fraction (kd) [95]. The model is expressed as
follows [95]:
kd = 1.02− 0.254kt + 0.0123sin(αs) : (kt ≤ 0.3), (6.3.14)
kd = 1.4− 1.749kt + 0.177sin(αs) : (0.3 < kt < 0.78), (6.3.15)
kd = 0.486kt − 0.182sin(αs) : (kt ≥ 0.78). (6.3.16)
6.3.5 DISC
The Direct Insolation Simulation Code (DISC) model is a quasi-model developed in 1987 by
Maxwell [96]. The model converts hourly Global Horizontal Irradiance (GHI) to Direct Nor-
mal Irradiance (DNI) and it is a combination of a physical model with experimental fits for
other conditions. Maxwell’s model was developed using one year’s meteorological data for
Atlanta, Georgia in the USA and it was validated using three sites in the USA with different
climates: Albuquerque, New Mexico; Brownsville, Texas; and Bismarck, North Dakota [98].
The modeled DNI is computed as follows [98]:
Gn = Go · kn, (6.3.17)
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where Go is the hourly extraterrestrial irradiance, and kn is the direct beam transmittance cal-
culated as follows:
kn = knc −∆kn (6.3.18)
and
∆kn = a + bec·AM. (6.3.19)
Clear sky limit (knc) is a polynomial in air mass (AM) and it is expressed as follows:
knc = 0.866− 0.122AM + 0.0121AM2 − 0.000653AM3 + 0.000014AM4. (6.3.20)
The DISC model is partitioned into two parts, (kt ≤ 0.60) and (kt > 0.60), and a,b,c are functions
of the clearness index (kt), expressed as follows:
for kt ≤ 0.60,
a = 0.512− 1.56kt + 2.286k2t − 2.222k3t , (6.3.21)
b = 0.370+ 0.962k3t , (6.3.22)
c = −0.280+ 0.932kt − 2.048k2t , (6.3.23)
for kt > 0.60,
a = −5.743+ 21.77kt − 27.49k2t + 11.56k3t , (6.3.24)
b = 41.4− 118.5kt + 66.05k2t + 31.90k3t , (6.3.25)
c = −47.01+ 184.2kt − 222.0k2t + 73.81k3t . (6.3.26)
While the model has been evaluated for three different continental sites with latitude from
28° to 45° North, it was mentioned that it is not entirely clear whether the DISC model will
perform well at sites that are outside this latitude range [96]. This is due to the range of air
mass, or zenith angle for the model design and validation being for continental sites within the
28° to 45° North latitudes [98].
6.3.6 Dirint
The Dirint model is based on the DISC model, a quasi-physical model developed by Maxwell
in 1987 [96]. The Dirint model was developed in 1992 by Perez et al. with the aim of enhancing
the performance of the DISC model. Consequently, the Dirint model uses a clearness index
variation parameter k′t that does not depend on the the zenith angle and it is expressed as
follows [97] :
k′t = kt/(1.031 · e[−1.4/0.9+9.4/AM)] + 0.1). (6.3.27)
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The Dirint model also introduces a stability index parameter (∆k′t), that varies with time and is
expressed as follows:
∆k′t = 0.5 · (|k′t(i) − k′t(i+1)|+ |k′t(i) − k′t(i−1)|), (6.3.28)
where i− 1, i and i + 1 refer to the previous, current and next hourly record, respectively [98].
Utilizing the k′t, ∆k′t and zenith angle parameters, the Dirint model was characterised as a three
dimensional model [97]. The 4-D model has an additional input variable i.e. the dew point
temperature Tdp. The Dirint model’s formulation of the hourly direct irradiance (Gn) was then
expressed as follows:
Gn = Go · k′b · e[−1.4/0.9+9.4/AM)]/0.87291, (6.3.29)
where k′b = 0 if k
′




t + b, where a and b are coefficients in a lookup table
given in [97] and Go is the extraterrestrial irradiance.
According to the article in which the model was first published, the Dirint model performed
only slightly better than the DISC model whilst using the following input variables: GHI, solar
constant, altitude of location, zenith angle, as well as the lookup matrices for the correction
coefficients and dew point temperature Tdp [97].
6.4 Irradiance Transposition models
The transposition models evaluated in this work and their required input parameters are listed
in Table 6.2. For detailed descriptions of the transposition models, the reader is referred to the
references in Table 6.2. Estimation of global inclined/tilt irradiance (Gt) using transposition
models is achieved by using Equation 2.1.14 [86]. The global tilt irradiance (Gt) is a sum of
the POA direct beam (Gb,t), POA ground reflected (Gg,t) and POA sky diffuse (Gd,t) irradiance
Table 6.2: Transposition models.
Model Input variables
Isotropic [99] DHI, θT
Sandia [10] DHI, GHI, θZ
Klucher [100] DHI, GHI, θT, θAz, θZ , αs
Hay/Davies [101] DHI, DNI, Go , θT, θAz, θZ, αs
Reindl [102] DHI, DNI, GHI, θT, θAz, θZ, αs
Perez [103] DHI, DNI, Go , θT, θAOI , AM
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components. For the transposition models under investigation, the albedo (ρg) which is substi-
tuted into Equation 2.1.16 is a constant 0.2 except for the Sandia model which uses an albedo
that is estimated from the sun zenith angle (θZ) as follows [86]:
ρg = 0.012 · θZ − 0.04. (6.4.1)
The POA direct beam and ground reflected irradiance components are obtained according
to Equation (2.1.15) and Equation (2.1.16) respectively. The transposition models treats the
POA direct beam and the POA ground reflected components similarly but differs in the way
they treat the POA sky diffuse irradiance on the plane of array. Diffuse radiation is typically
separated into the isotropic component, the circumsolar diffuse component and the horizon
brightening component [10]. The uniform irradiance from the sky dome is represented by
the isotropic component whereas the forward scattering of radiation concentrated in the area
immediately surrounding the sun is represented by the circumsolar diffuse or anisotropic com-
ponent and the schematic representation is as shown in Figure 6.3 [104]. Various transposition
models use different semi-empirical methods for determining these components, both isotropic
and anisotropic models are widely used. Some of the commonly used diffuse irradiance mod-
els are discussed in the sections to follow.
Figure 6.3: Schematic diagram showing the radiation incident on a tilted surface.
Stellenbosch University  https://scholar.sun.ac.za
CHAPTER 6. IRRADIANCE MODELS 96
6.4.1 Isotropic
The Isotropic sky model described by Liu and Jordan forms the foundation from which trans-
position models are built [99]. It is the simplest model that assumes all diffuse radiation to be
uniformly distributed across the sky dome, thus the sky diffuse irradiance on a tilted plane can
be found from the tilt angle of the surface and the direct horizontal irradiance [105]. The Plane-
Of-Array (POA) sky diffuse irradiance (Gd,t) is expressed as a fraction of the Diffuse Horizontal
Irradiance Gd as follows:






where θT is the array tilt angle.
6.4.2 Sandia
The Sandia model developed by David King at the Sandia National Laboratories builds on the
Isotropic model and adds an empirical correction term to account for the circumsolar and hori-
zon brightening effects [10]. The model calculates the diffuse irradiance on an incline Gd,t using
the Diffuse Horizontal Irradiance (Gd), Global Horizontal Irradiance (G), surface tilt angle (θT)
and sun zenith angle (θZ) as follows:












The Klucher model also incorporates the effect of circumsolar radiation and horizon bright-
ening [100]. It is based on a study of clear sky conditions by Temps and Coulson and was
modified to incorporate the conditions of cloudy skies [100]. Klucher found that the isotropic
model underestimates the irradiance under clear and partly overcast conditions when there is
increased intensity in the circumsolar region of the sky and near the horizon whilst it gives
good results for overcast conditions [105]. Klucher’s sky diffuse solar radiation incident on an
inclined surface is formulated as follows [84]:








where, F is a modulating function which is equal to zero when the skies are completely overcast







Stellenbosch University  https://scholar.sun.ac.za
CHAPTER 6. IRRADIANCE MODELS 97
6.4.4 Hay/Davies
The Hay/Davies model does not include the horizon brightening component but divides the
diffuse irradiance from the sky into isotropic and circumsolar components with an anisotropic
index based on the amount of Direct Normal Irradiance (Gn) relative to extra-terrestrial irradi-
ance (Go) [101]. The sky diffuse radiation using the Hay and Davies model is determined as
follows:
Gd,t = Gd ·
[
Aicos(θAOI) + (1− Ai)1+ cos(θT)2
]
, (6.4.6)
where θAOI is the angle of incidence and Ai is the anisotropy index that represents the trans-






The Reindl model extends the Hay and Davies model by taking into account the horizon bright-
ening [102]. Thus it represents all three components of POA diffuse radiation, i.e. the isotropic
diffuse, circumsolar and horizon brightening. The sky diffuse radiation formulation for the
Rendl model is as follows:
Gd,t = Gd ·
[












where the Ai is as defined in the Hay and Davies model, Gd is the Diffuse Horizontal Irradiance,
θT is the array tilt angle , θAOI is the angle of incidence, G is the Global Horizontal Irradiance,
Gn is the Direct Normal Irradiance and θZ is the sun’s zenith angle.
6.4.6 Perez
The Perez model depends on a set of more complex empirical coefficients and the air mass
(AM) instead of explicitly separating the sky diffuse into isotropic, circumsolar and horizon
components [103]. The Perez model’s basic formulation of the sky diffuse irradiance is as fol-
lows:















where F1 and F2 are empirically fitted complex functions that represent the circumsolar effect
and horizon brightness respectively, Gd is the Diffuse Horizontal Irradiance, θZ is the solar
zenith angle, θAOI is the angle of incidence and θT is the array tilt angle relative to the horizontal
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surface. The constants a and b take into account the solar incidence angle on the considered
slope. The terms F1, F2, a,and b are calculated using the following equations [84]:
a = max(0, cos(θAOI)), (6.4.10)















The f coefficients are given in Table Q.1, defined for specific bins of clearness (ε) shown in







where Gn is the Direct Normal Irradiance, κ is a constant equal to 5.535× 10−6 for angles in





where Go is the extraterrestrial irradiance and AMa is the absolute air mass.
6.5 Results and analysis
In this section the results obtained from the evaluation of decomposition and transposition
models using measured data are presented in the form of RMSE and MBE values, and anal-
ysed. Using measured GHI, DHI and DNI values for Bloemfontein and Sutherland, the de-
composition models listed in Table 6.1 were separately evaluated. In addition, combinations
of decomposition and transposition models were evaluated using measured GHI as input, and
compared with measured GPI values.
Observations showed that all the decomposition models under investigation including the
Erbs model used in PVsyst simulation tool tend to overestimate the DNI and inherently un-
derestimate the DHI during partly cloudy conditions, as shown in Figure 6.4. Conversely, the
decomposition models overestimate the DHI during clear periods, whilst underestimating the
DNI, and these results agree with the results of a study done by William Hayes in the USA
[86]. Figure 6.5 shows the monthly percentage difference between measured and modelled
DNI for Sutherland, and Figure 6.6 shows the comparison of the measured and modelled DHI
for Bloemfontein. Table 6.3 and Table 6.4 show the performance of decomposition models in
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Figure 6.5: Monthly mean bias error between measured and modeled DNI for Sutherland.
estimating the DNI and DHI for Bloemfontein and Sutherland respectively, quantified using
the RMSE and MBE metrics.
From the analysis of decomposition models, it can be seen that all the models show the same
trend of overestimating the DHI and thus underestimating the DNI for both Bloemfontein and
Sutherland in most months. It can be seen in Figure 6.5 and Figure 6.6 that the Disc, Dirint and
Louche decomposition models give the best DNI and DHI estimates for South African climatic
conditions. However Table 6.3 and Table 6.4 show that the Dirint model has the lowest absolute
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Figure 6.6: Estimation of DHI for Bloemfontein using irradiance decomposition models.
monthly RMSE values, thus there is less scatter in the model. The Dirint model estimates the
DNI for Sutherland with mean absolute deviations within 3% for the majority of the months,
as shown in Figure 6.5.
When decomposition models overestimate DHI they inevitably underestimate the DNI be-
cause of the relationship given in Equation 2.1.13. Thus a smaller GPI is the result of a smaller
DNI since the plane of array is chosen to maximise the direct irradiance [86]. Figure 6.7, Fig-
ure 6.8 and Figure 6.9 show the percentage differences between the measured GPI from a cur-
rently operating 75 MWP solar PV plant in South Africa and the GPI values generated from the
six transposition models (namely Isotropic, Sandia, Klucher, Hay/Davies, Reindl and Perez), in
combination with the Dirint, Erbs and Louche decomposition models, respectively. From the
simulations done using measured GHI data, it was observed that all the transposition mod-
els show comparable performances when combined with the best performing decomposition
models i.e. Dirint and Louche.
Further, the combination of Erbs decomposition model with the transposition models was
also evaluated since it is the default decomposition model in the commonly used PVsyst simu-
lation tool. The Hay/Davies and Reindl transposition models best approximate the GPI for the
site in summer months, i.e. from January to February and then October to December, whereas
the Perez transposition model best estimates the GPI for the 75 MWP solar PV plant site in
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Table 6.3: Decomposition model error - Sutherland.
DNI (Gn)
Model Monthly RMSE Monthly MBE Yearly MBE
Dirint 6.42 0.13% 0.66%
Disc 7.83 -1.31% -0.47%
Erbs 15.72 4.05% 4.83%
Louche 6.70 -1.58% -0.98%
Orgill and Hollands 20.45 6.26% 6.98%
Reindl1 13.91 3.35% 4.09%
Reindl2 44.74 15.19% 16.27%
DHI (Gd)
Model Monthly RMSE Monthly MBE Yearly MBE
Dirint 7.66 -17.59% -16.64%
Disc 9.08 -18.45% -17.31%
Erbs 13.11 -32.33% -31.17%
Louche 4.59 -6.06% -5.30%
Orgill and Hollands 15.92 -40.82% -39.59%
Reindl1 11.32 -27.83% -26.81%
Reindl2 33.29 -84.61% -82.00%
winter months, i.e. March to September. Due to the inconsistency in the standard combination
of decomposition and transposition models, measured GPI would reduce errors in forecasting
the energy yield of a solar PV system. The GHI and GPI measurements used in this analysis
were averaged from 4 weather stations on site in an attempt to reduce the errors due to sensor
measurement bias. GPI measurements were taken using EKO MS-802 pyranometers mounted
in the same orientation of the PV array, with a measuring uncertainty of 2%.
From Figure 6.7 to Figure 6.9 it can be seen that the combined bias in transposing GHI to
GPI is within 2% monthly for the Perez transposition model and within 1% in summer months
for the Hay/Davies transposition model. Klucher, Reindl, Hay and Perez transposition models
showed an average monthly bias that is within 3% in combination whereas the worst perform-
ing models i.e. Isotropic and Sandia showed monthly bias as high as 5% in combination with
the Dirint and Louche decomposition models. However, all the transposition models tend
to underestimate the winter Global Plane Irradiance for the site, as shown in Figure 6.7, Fig-
ure 6.8 and Figure 6.9. The simulations done using Meteonorm satellite derived GHI as input
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Table 6.4: Decomposition model error - Bloemfontein.
DNI (Gn)
Model Monthly RMSE Monthly MBE Yearly MBE
Dirint 4.98 0.36% 0.49%
Disc 6.09 -0.69% -0.38%
Erbs 13.78 5.90% 5.89%
Louche 13.38 -0.27% -0.27%
Orgill and Hollands 18.95 8.30% 8.26%
Reindl1 13.22 5.71% 5.66%
Reindl2 35.78 15.35% 15.50%
DHI (Gd)
Model Monthly RMSE Monthly MBE Yearly MBE
Dirint 4.44 -7.33% -7.99%
Disc 5.93 -8.10% -9.79%
Erbs 8.18 -19.48% -18.69%
Louche 2.43 0.75% 1.53%
Orgill and Hollands 11.19 -27.12% -26.18%
Reindl1 7.52 -18.47% -17.42%
Reindl2 22.79 -52.22% -51.88%
performed significantly worse mainly because the satellite data overestimated the measured
GHI by 4.64% over the test period.
Table 6.5 shows the relative transposition model errors when evaluated against measured
GPI. For this dataset, the Dirint plus Perez model combinations typically had the smallest
hourly RMSE of 10.4 W/m2, although the Louche plus Perez model combinations had only
a slightly larger hourly RMSE of 11 W/m2 as shown in Table 6.5. Model errors increased over
short periods, from annual to monthly and increased further on daily time scales although not
shown here, but as reported in literature [106]. The Sandia, Klucher, Hay, Reindl and Perez
transposition models have overall annual and monthly mean bias errors that are below 2%,
less than the uncertainty of the GPI pyranometer measurements[106]. Monthly and annual er-
rors in modelled GPI matched with the errors in the simulated energy yield reported in [85],
thus for this dataset the main contributor to the grid energy yield error was the modelled GPI.
PVsyst software allows for the direct input of fixed tilt measured GPI and it is expected that
the capability of using GPI for tracking systems will be added in future PVsyst releases [106].
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Figure 6.7: Monthly mean bias error (% difference) between measured and modelled GPI using











































Figure 6.8: Monthly mean bias error (% difference) between measured and modelled GPI using
the Erbs decomposition model.
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Figure 6.9: Monthly mean bias error (% difference) between measured and modelled GPI using
the Louche decomposition model.
According to the MBE and RMSE analysis, the Perez transposition model performed best
overall and its estimated GPI correlates closely with the measured GPI while having the lowest
RMSE in combination with any of the decomposition models under investigation. The Reindl
and Hay/Davies transposition models also produced good GPI estimates with RMSE values
slightly larger than those of the Perez model, followed by the Klucher model. The results are
in agreement with previous studies in [84, 86, 88, 95, 105]. The tilted surface irradiance models
showed less sensitivity to the method for determining the Diffuse Horizontal Irradiance. Mak-
ing use of measured Plane-Of-Array irradiance reduces reduces the errors between software
simulated and measured energy yield, as can be observed in Figure 5.14 of Chapter 5.
6.6 Conclusion
Irradiance models that estimate GPI from GHI were evaluated for a South African region. De-
composition models showed similar trends of overestimating the DHI and inevitably underes-
timating the DNI for the sites under investigation. From the analysis, it was observed that all
the decomposition models tend to overestimate the DNI during cloudy days and conversely
underestimate the DNI during clear days. Based on the root mean square values, the best per-
forming models were the Dirint, Louche and Disc decomposition models and the Perez, Reindl
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Table 6.5: Average relative model error - GPI transposition using measured GHI as input.
Erbs decomposition model
Model Monthly MBE Yearly MBE Hourly RMSE (W/m2)
Hay 1.52% 1.39% 13.7
Isotropic 3.57% 3.28% 23.7
Klucher 0.26% 0.07% 15.9
Louche -0.08% -0.22% 13.1
Reindl 1.37% 1.24% 13.5
Sandia 1.91% 1.64% 20.9
Louche decomposition model
Model Monthly MBE Yearly MBE Hourly RMSE (W/m2)
Hay 1.03% 0.94% 11.4
Isotropic 2.80% 2.56% 19.3
Klucher -0.03% -0.17% 13.6
Louche -0.17% -0.26% 11.0
Reindl 0.90% 0.81% 11.3
Sandia 1.14% 0.93% 16.9
Dirint decomposition model
Model Monthly MBE Yearly MBE Hourly RMSE (W/m2)
Hay 1.13% 1.06% 10.9
Isotropic 2.90% 2.69% 18.3
Klucher 0.07% -0.06% 12.2
Louche -0.09% -0.17% 10.4
Reindl 1.00% 0.93% 10.8
Sandia 1.24% 1.06% 15.5
and Hay/Davies transposition models for the South African sites. However, all the transpo-
sition models showed little sensitivity to the irradiance decomposition model used. Model
combinations that involved the Perez transposition model produced less bias, compared to the
other transposition models and the results are in agreement with previous studies in [84, 88].
However, the Hay and Reindl transposition models appeared to outperform the Perez model
in summer months. Overall, all the transposition models underestimated the winter irradi-
ance for the 75 MWP plant, with the Perez performing better with respect to winter months.
The combined bias in transposing GHI to GPI using measured GHI as input and the Dirint
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and Louche decomposition models is within 3% for the Perez, Reindl and Hay/Davies trans-
position models. The Dirint plus Perez model combinations typically had the smallest RMSE
values, monthly bias within 2% and is the best performing combination for this dataset. Due
to the inconsistency in the standard combination of decomposition and transposition models,
measured GPI reduces errors in predicting the energy yield of a solar PV system. In conclusion,
the choice of irradiance data and transposition model clearly contributes to the spread in the
short and long term energy predictions.




In this chapter the main aspects of this research are presented, then conclusions and recom-
mendations are given. The purpose of this research was to improve the PVsyst energy yield
prediction model using measured data and to evaluate the irradiance decomposition and trans-
position models in order to find those that perform best under South African conditions. Dif-
ferent methodologies were applied to address different objectives in each chapter.
7.1 Introduction
Firstly, the history and background of solar PV was presented in Chapter 1, from the time the
photovoltaic effect was introduced by Edmund Becquerel in 1839 to the current year, 2016.
The historical change of PV module pricing from 1980 to 2015 was also presented and it was
shown that the price of PV is now comparable to that of fossil fuels. A brief discussion of
solar PV worldwide was done, followed by an overview of solar PV in South Africa. The
prices implemented in the five successful bid windows in the first four years of the REIPPPP
in South Africa were also given in this chapter. Of all the solar PV projects awarded in the
first bidding window in South Africa, of interest was the first grid connected 75 MWP Kalkbult
solar PV system. The 75 MWP solar PV system exhibited differences in the initial energy yield
assessment and the actual plant performance in its first year of operation. The objectives taken
to achieve the overall aim of this study as well as the thesis outline were also presented in
Chapter 1.
7.2 Theoretical background
Theory behind solar PV systems was presented in Chapter 2. A brief introduction to the solar
resource was made, with the solar geometry convention and irradiance presented. The data
proved to be of great importance when evaluating the irradiance models that convert GHI into
Plane-Of-Array irradiance. Consequently the physics behind solar PV systems, from the PV
cell to the PV array was also presented. In addition, the various PV technologies and mounting
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types were also presented. Finally, the PVsyst simulation software was described and a brief
explanation of how it works was given. In order to produce reliable energy yield profiles
using PVsyst, the right input data has to be given. The most substantial input data in energy
yield simulation tools is the solar radiation, therefore it is essential to validate the data before
implementing it.
7.3 Dataset integrity and reliability
Comparisons were done for various solar radiation data sources for Kalkbult site, namely:
PVGIS-Helioclim, Climate-SAF PVGIS, SODA HelioClim-3, NASA-SSE, SolarGIS, Meteonorm6.1
and Meteonorm7.1. These different meteorological data sources give different values of solar
radiation for the same site and this is due to the differences in the methods that were used to
obtain the data, some use discrete grids that vary in size, other perform interpolations. The
meteo-data sources also vary due to climate variability since the values are either measure-
ments for given years or averaged periods and those vary from one source to another. The
results of the analysis indicated that all the meteorological data sources under investigation
agree within 5% of the reference measured solar radiation, therefore can be considered appro-
priate to be used for energy yield simulations. HelioClim-3 data gave a better representation
of reality for the Kalkbult site. However it is best for each solar PV plant to have its own me-
teorological and solar radiation station on site to provide better energy forecasts. The choice
of irradiance datasets may affect the output of a system by about 2-3%, so using high-accuracy
irradiance sensors is the key to reducing the uncertainty between the measured and expected
energy. After validating the solar radiation and ambient temperature data, the next step was to
use it as input in PVsyst to do an initial energy yield assessment.
7.4 Solar PV system energy yield and performance analysis
After doing an initial energy yield assessment for the 75MWP grid-connected, fixed tilt Kalk-
bult solar PV system, the yearly energy production of the installed system amounted to 149
868 MWh in the first year of operation, whereas the energy yield obtained from the initial sim-
ulation done in PVsyst6.39 underestimated the installed system’s energy production by 6.4%
and 5% using the Hay and Perez models respectively. It was observed that the differences
between the measured energy yield and the PVsyst simulated energy were mostly due to the
overestimation of system losses in the PVsyst software. Therefore it is necessary to improve
the PVsyst energy prediction model by using calculated loss values instead of assumptions.
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7.5 Improved loss factor model
Measured data was used to calculate the losses in the operational system and this resulted
in an improved PVsyst model that, when simulated, gave a 4% higher yield when using the
Hay irradiance model and just a yearly average difference of 0.78% between the measured and
simulated energy yield when using the Perez model. Therefore the improved PVsyst energy
prediction model is essential for accurately forecasting PV system generation capacity. It was
also observed that the operational system significantly outperformed the software simulations
especially in winter. The differences in the improved model and the grid yield observed in the
winter season were mostly due to the solar radiation transposition models calculating relatively
less Plane-Of-Array irradiance in winter months, and these models were then investigated
further.
7.6 Irradiance models
Irradiance models that estimate the Plane-Of-Array (POA) Irradiance from Global Horizontal
Irradiance were evaluated for the Northern Cape region of South Africa. Estimating the Plane-
Of-Array irradiance involves two steps, the decomposition of Global Horizontal Irradiance
into direct and diffuse horizontal components and then the transposition of these horizontal
components into the Plane-Of-Array direct beam, ground reflected and diffuse components.
The following irradiance decomposition models were evaluated: Erbs, Orgill and Hollands,
Louche, Reindl1, Reindl2, DISC and Dirint.
Similar trends of decomposition models overestimating the Diffuse Horizontal Irradiance
and inevitably underestimating the Direct Normal Irradiance for the sites in South Africa were
observed. According to the analysis, all the decomposition models under investigation tend to
underestimate the DNI during clear days and conversely overestimate the DNI during cloudy
days. Then the following irradiance transposition models: Isotropic, Sandia, Klucher, Hay,
Reindl and Perez were evaluated in combination with the best performing decomposition mod-
els. Based on the root mean square values, the Dirint, Louche and Disc decomposition models
and the Perez, Reindl and Hay/Davies transposition models were the best performing irradi-
ance models for the South African sites. However, all the transposition models showed little
sensitivity to the irradiance decomposition model used and overall, all the transposition mod-
els underestimated the winter Plane-Of-Array irradiance for the 75 MWP plant. The Dirint
plus Perez model combinations typically had the smallest RMSE values, a monthly bias within
2% and is the best performing combination for this dataset. Due to the inconsistency in the
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standard combination of decomposition and transposition models, measured Plane-Of-Array
irradiance reduces errors in energy yield simulations of solar PV systems. On a monthly basis,
simulations done using measured Plane-Of-Array irradiance were observed to be within 2% of
the field recorded values. The choice of irradiance data, transposition and loss models clearly
contributes to the spread in the short and long term energy predictions.
7.7 Recommendations
The goals of the research were achieved and from the work covered in this master’s thesis, the
following recommendations are made:
• Always evaluate satellite and measured meteorological data before implementing the
data in simulation tools.
• Further investigation into soiling is required. For this study soiling losses were estimated
based on 30-minute measured precipitation for the site. However, independent soiling
measurements permit more accurate determination of soiling losses.
• Irradiance transposition and decomposition models that work best for South African con-
ditions should be developed to improve energy yield simulation and forecasting accu-
racy.
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APPENDIX A
PVSYST INITIAL SIMULATION USING
SATELLITE DERIVED DATA AS INPUT
The PVsyst report used by the utility provider , Scatec solar, to do the initial energy yield
simulation for Kalkbult solar PV power plant is presented in this appendix. The PVsyst report
is referred to in Chapter 1 and Chapter 4.
A.1 PVsyst file
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Page 1/409/05/12PVSYST V5.55
Grid-Connected System: Simulation parameters
Project  : South_Arfrica
Geographical Site Kalkbult Country South Africa
Situation Latitude 30.2°S Longitude 24.1°E
Time defined as Legal Time Time zone UT+2 Altitude 1214 m
Albedo  0.20
Meteo data  : Kalkbult, Synthetic Hourly data
Simulation variant  : Kalkbult_75MWp_Meteonorm_BYD
Simulation date 09/05/12 10h05
Simulation parameters
Collector Plane Orientation Tilt 30° Azimuth 0°
50Sheds Pitch 7.00 m Collector width 3.34 m
Inactive band Top 0.00 m Bottom 0.00 m
Shading limit angle Gamma 22.13 ° Occupation Ratio 47.7 %
Shadings electrical effect Cell size 12.5cm Strings in width 2
Models used Transposition Hay Diffuse Measured
Horizon Free Horizon
Near Shadings No Shadings
PV Array Characteristics
PV module Si-poly Model BYD 240 P6-30
Manufacturer BYD
Number of PV modules In series 24 modules In parallel 13021 strings
Total number of PV modules Nb. modules 312504 Unit Nom. Power 240 Wp
Array global power Nominal (STC) 75001 kWp At operating cond. 67154 kWp (50°C)
Array operating characteristics (50°C) U mpp 649 V I mpp 103411 A
Total area Module area 508407 m² Cell area 456381 m²
Inverter Model Sunny Central 800CP
Manufacturer SMA
Characteristics Operating Voltage 570-820 V Unit Nom. Power 800 kW AC
Inverter pack Number of Inverter 84 units Total Power 67200 kW AC
PV Array loss factors
Thermal Loss factor Uc (const) 29.0 W/m²K Uv (wind) 0.0 W/m²K / m/s
=> Nominal Oper. Coll. Temp. (G=800 W/m²,  Tamb=20°C,  Wind=1 m/s.) NOCT 45 °C
Wiring Ohmic Loss Global array res. 0.11 mOhm Loss Fraction 1.5 % at STC
Array Soiling Losses Loss Fraction 3.0 %
Module Quality Loss Loss Fraction 0.0 %
Module Mismatch Losses Loss Fraction 2.0 % at MPP
Incidence effect, ASHRAE parametrization IAM = 1 - bo (1/cos i - 1) bo Parameter 0.05
System loss factors
AC wire loss inverter to transfo Inverter voltage 360 Vac tri
Wires 12 m 3x30000 mm² Loss Fraction 0.5 % at STC
External transformer Iron loss (24H connection) 73923 W Loss Fraction 0.1 % at STC
Resistive/Inductive  losses 0.0 mOhm Loss Fraction 1.0 % at STC
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Grid-Connected System: Simulation parameters (continued)
User's needs : Unlimited load (grid)
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Grid-Connected System: Main results
Project  : South_Arfrica
Simulation variant  : Kalkbult_75MWp_Meteonorm_BYD
Main system parameters System type Grid-Connected
PV Field Orientation Sheds disposition, tilt 30° azimuth 0°
PV modules Model BYD 240 P6-30 Pnom 240 Wp
PV Array Nb. of modules 312504 Pnom total 75001 kWp
Inverter Model Sunny Central 800CP Pnom 800 kW ac
Inverter pack Nb. of units 84.0 Pnom total 67200 kW ac
User's needs Unlimited load (grid)
Main simulation results
System Production Produced Energy 143616 MWh/year Specific prod. 1915 kWh/kWp/year
Performance Ratio PR 77.9 %



























Normalized productions (per installed kWp):  Nominal power 75001 kWp
Yf : Produced useful energy  (inverter output)  5.25 kWh/kWp/day
Ls : System Loss  (inverter, ...)                        0.17 kWh/kWp/day
Lc : Collection Loss (PV-array losses)              1.32 kWh/kWp/day




















PR : Performance Ratio (Yf / Yr) :  0.779
Kalkbult_75MWp_Meteonorm_BYD
Balances and main results
GlobHor T Amb GlobInc GlobEff EArray E_Grid EffArrR EffSysR
kWh/m² °C kWh/m² kWh/m² MWh MWh % %
January 244.8 24.00 219.4 206.7 12629 12252 11.32 10.99
February 204.1 24.20 199.1 188.6 11481 11131 11.34 11.00
March 185.1 21.60 203.9 193.6 12178 11810 11.75 11.39
April 150.2 17.00 195.3 186.1 12060 11693 12.15 11.78
May 124.8 13.10 185.9 174.8 11583 11224 12.25 11.88
June 105.4 10.00 171.6 155.8 10495 10162 12.03 11.65
July 123.4 9.40 195.4 181.3 12228 11843 12.31 11.92
August 150.7 11.80 210.6 199.9 13302 12892 12.42 12.04
September 178.2 15.20 211.4 202.0 13116 12706 12.20 11.82
October 219.1 19.40 224.5 212.8 13519 13110 11.84 11.49
November 234.2 20.80 215.3 203.1 12626 12245 11.54 11.19
December 259.5 23.40 224.8 211.5 12939 12548 11.32 10.98
Year 2179.5 17.46 2457.1 2316.2 148155 143616 11.86 11.50
Legends: GlobHor Horizontal global irradiation
T Amb Ambient Temperature
GlobInc Global incident in coll. plane
GlobEff Effective Global, corr. for IAM and shadings
EArray Effective energy at the output of the array
E_Grid Energy injected into grid
EffArrR Effic. Eout array / rough area
EffSysR Effic. Eout system / rough area
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Grid-Connected System: Loss diagram
Project  : South_Arfrica
Simulation variant  : Kalkbult_75MWp_Meteonorm_BYD
Main system parameters System type Grid-Connected
PV Field Orientation Sheds disposition, tilt 30° azimuth 0°
PV modules Model BYD 240 P6-30 Pnom 240 Wp
PV Array Nb. of modules 312504 Pnom total 75001 kWp
Inverter Model Sunny Central 800CP Pnom 800 kW ac
Inverter pack Nb. of units 84.0 Pnom total 67200 kW ac
User's needs Unlimited load (grid)
Loss diagram over the whole year
Horizontal global irradiation2179 kWh/m²
+12.7% Global incident in coll. plane
-3.3% Near Shadings
-2.5% IAM factor on global
Effective irradiance on collectors2316 kWh/m² * 508407 m² coll.
efficiency at STC = 14.84% PV conversion
Array nominal energy (at STC effic.)174725 MWh
-2.2% PV loss due to irradiance level
-7.4% PV loss due to temperature
-3.2% Array Soiling loss
-2.1% Module array mismatch loss
-1.1% Ohmic wiring loss
Array virtual energy at MPP148163 MWh
-1.7% Inverter Loss during operation (efficiency)
-0.0% Inverter Loss over nominal inv. power
0.0% Inverter Loss due to power threshold
0.0% Inverter Loss over nominal inv. voltage
-0.0% Inverter Loss due to voltage threshold
Available Energy at Inverter Output145613 MWh
-0.3% AC ohmic loss
-1.1% External transfo loss
Energy injected into grid143616 MWh
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APPENDIX B
DIFFERENCES BETWEEN PVSYST
VERSION 6 AND VERSION 5
In principle the models in version 6 of PVsyst have not been changed, however the several
default values modifications may explain the noticeable variations in the final energy yield
results. The information provided in this section is referred to in Chapter 2.
B.1 Transposition model
The Hay transposition model was judged more "robust" than the Perez model so it was pro-
posed as default in the previous versions of PVsyst up to version 5. In Pierre Ineichen’s recent
studies it was found that the Perez model give slightly better results in terms of RMSE of
hourly values. Therefore in PVsyst version 6 the Perez model is proposed as default. However
the Perez model gives yearly values that are in the range of 0% to 2% higher than the Hay
model, depending on the plane tilt and climate type.
B.2 PV module Rserie parameter
Up to version 5 of PVsyst, the Rserie was chosen in order to obtain a diode ideality factor
(gamma value) of 1.35 for poly-crystalline models and 1.30 for mono-crystalline models. Re-
search showed that this leads to the underestimation of low light performances. In version
6 the default Gamma value was fixed to 1.1 and according to recent studies this reduces the
irradiance losses significantly, (by 2-3%) depending on climate. The adjustment only affect the
modules for which the Rserie value was not specified by the manufacturer in the database.
B.3 Module quality and Mismatch losses
The default module quality loss was chosen as the average value between zero and the lower
tolerance in the previous versions of PVsyst. In version 6 it is defined as the quarter between
the lower and higher tolerance.
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In previous versions the default mismatch loss parameter was proposed as 2%, nowadays
the diminished mismatch default is 1%, corresponding to the narrower tolerance limits of the
PV modules’ Isc dispersion.
Stellenbosch University  https://scholar.sun.ac.za
APPENDIX C
QUICK GUIDE FOR IMPORTING
METEO-DATA INTO PVSYST
There are basically two ways of importing meteo-data for a year into PVsyst, namely: Import-
ing sub-hourly meteo data in any ASCII format or using the PVsyst standard format. The latter
is more suitable for reliable data since it doesn’t include securities and error recoveries like the
ASCII format way of importing meteo-data. The advantage of using the PVsyst standard for-
mat for hourly meteo-data is that it has a simplified import process as the information about
the Geographical site is written in the file. The two ways are briefly described in the sections
that follows. This appendix is referred to in Chapter 2 and Chapter 5.
C.1 PVsyst standard format for hourly meteo-data
Data is managed in an Excel spreadsheet, as shown in Table C.1. As shown in the table, the
header lines begin by # and the first line acts as a file format identifier, with files not beginning
with these tags not considered as PVsyst Standard files [19]. The necessary fields are in bold
and additional fields (non-bold) may have to be defined, and one column for each date element
is required. The decimal character should be a dot, with the data being horizon free, and the
file has to be saved as a CSV(MS-DOS) file. The tool in PVsyst ,"Import meteo Data" is used for
this option. Night data is mandatory and PVsyst requires the user to add all the 8760 lines of
data set for a year and 8784 for a leap year. The year 1990 or 2059 is used to mark data that are
not really measured (synthetic generation or averaged months). Missing data is defined as -99
and then it will be replaced by an average of the corresponding hour of the next and previous
day [19]. The required data is as follows:
• GHI = Global Horizontal Irradiation [W/m2]
• Tamb = Ambient temperature [◦C]
The additional data is as follows:
• DHI = Global Horizontal Irradiance [W/m2]
• DNI = Direct Normal Irradiance [W/m2]
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Table C.1: MS-DOS CSV sample file
# Meteo hourly data
# Site Kalkbult
# Country South Africa
# Data Source Measured





# Time Zone 2
# Hour shift 0
# Albedo 0.2
# Plane tilt 30
# Plane azimuth 0
Year Month Day Hour GHI Tamp
W/m2 ◦C
2014 1 1 0 0 25.152
2014 1 1 1 0 24.426
2014 1 1 2 0 23.324
2014 1 1 3 0 22.94
2014 1 1 4 0 22.798
2014 1 1 5 8.25875 22.494
2014 1 1 6 130.2725 25.954
2014 1 1 7 375.07 27.288
2014 1 1 8 601.0325 29.254
2014 1 1 9 811.0175 32.612
2014 1 1 10 973.435 35.177
2014 1 1 11 1075.245 36.616
2014 1 1 12 1135.38375 36.711
2014 1 1 13 1045.0075 37.176
• GPI = Plane of Array Irradiance
• WindVel = Wind velocity at 10m altitude [m/sec]
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C.2 ASCII format for importing sub-hourly meteo-data into PVsyst
Unlike the PVsyst standard of importing meteo-data, this option has securities and error recov-
eries present. The data is prepared as a ".CSV",".DAT", or ".TXT" file and imported in PVsyst
under "Databases", then "Import ASCII meteo file". The graphical user interface provided for
this option is clear enough for one to import data with ease and information regarding this is
found in the PVsyst help file [19].
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APPENDIX D
PV MODULE DATA-SHEET
BYD P6-30 Series-3BB module datasheet, is referred to in Chapter 4 and Chapter 5.
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BYD P6–30 Series-3BB
 Average cell efficiency up to17.4% 
 Excellent optical performance
 Positive tolerance 0~5W
 Reliability for output performance
 10 years for product 
 25 year l inear Warranty
 25 years on 80.7% for performance
 Residential roof top systems
 On/Off-grid commercial systems
 On/Off-grid utility systems
 TUV Salt corrosion resistance test 
 TUV Ammonia corrosion resistance test
 5400Pa for Snow Load Test
 2400Pa for Wind Load Test













BYD (HK:1211), one of the world's largest PV manufacture, produces from  wafer to module, committing 
to  high quality sustainable products and continuous improvement. Integrating with Electrical Vehicles 
and Battery Energy Storage technology make BYD the world-leading solution provider from energy 
Generating to Consumption and Storage.
NES
NES is a high technology and is widely used in BYD photovoltaic 
products, increasing the average cell efficiency up to 17.4%.




230W  235W  240W  245W  250W  255W
BYD(Shanghai) Industrail Co., Ltd. 
No.999 Xiangjing Road,Songjiang,Shanghai,201611,P.R.China
Tel: +86-755-8988 8888 ext.53959
Website: www.bydenergy.com
Email: bydenergy@byd.com
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BYD P6–30 Series-3BB Edition No. EN-BYD- Oct-2011
Mechanical Specifications 
 








 Max. Fuse Current Rating
Cell
Dimension of Module
 Type of Connector
 Nominal Operating Cell Temperature (NOCT)
 Short-Circuit Current Temperature Coefficient 
 Open-Circuit Voltage Temperature Coefficient 









 Pcs / Pallet 
 Pallet / Container 





  Open Circuit Voltage (Voc) 
  Maximum Operating Voltage (Vmp) 
  Short Circuit Current (Isc) 
  Maximum Operating Current (Imp) 
  Maximum Power in STC (Pmax) 
  Module Efficiency 
  Operating Temperature 
  Maximum System Voltage 
       STC: IRRADIANCE 1000W/m², Module Temperature 25℃, AM=1.5
Item
BYD P6-30 Series Electrical Specification
Module
-40℃~85℃ 













































Polycrystalline Silicon solar cells
156mm * 156 mm / 6 inch
60 (6 *10) pcs
1640 mm * 992 mm * 50 mm
/ 64.6 inch * 39.1 inch *2.0 inch
19.6 kg / 43.21 lbs








 Cable Section Area
 Cable Length
4 mm² / 0.0062 Sq in
2 * 1000 mm / 2 * 39.4 inch
Note: Photovoltaic Simulator Test Tolerance ±3%
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APPENDIX E
INVERTER DATA-SHEET
SUNNY CENTRAL Inverter datasheet, is referred to in Chapter 4 and Chapter 5.
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The Sunny Central CP series maximizes project investment returns through innovative technology and time-saving features. 
Optiprotect integrates string failure detection into the inverter and centrally monitors up to 1,600 module strings without requir-
ing conventional communication wiring in the field. The self-learning monitoring system significantly simplifies commissioning. 
Up to 32 motor-driven, adjustable DC inputs ensure maximum plant availability. And, thanks to its compact and weatherproof 
enclosure, the inverters can be loaded and transported with ease and set up almost anywhere.
6ONBUDIFEQFSGPSNBODFGPSVUJMJUZTDBMF17
SUNNY CENTRAL 
500CP / 630CP / 720CP / 760CP / 800CP 
SUNNY CENTRAL 
500CP / 630CP / 720CP / 760CP / 800CP 
Reliable
•  Safe and easy installation due to 
separate connection area
• Powerful grid management functions 
 (including LVRT)
Flexible
• Configurable DC voltage range
•  Optional: Extended input voltage 
range up to 1,100 V
Efficient
•  Full nominal power at ambient 
temperatures up to 50° C
•  110% rated power at ambient 
temperatures up to 25° C
Economical
•  Optiprotect ensures maximum 
plant availability
•  Outdoor-rated enclosure allows for 
direct field deployment
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Max. DC power (@ cos ϕ=1) 560 kW 713 kW
Max. input voltage 1) 1000 V / 1100 V optional 1000 V / 1100 V optional
MPP voltage range (@ 25 °C / @ 50° C at 50 Hz) 449 V – 820 V / 430 V – 820 V 2) 529 V – 820 V / 500 V – 820 V 2)
MPP voltage range (@ 25° C / @ 50° C at 60 Hz) 449 V – 820 V / 436 V – 820 V 2) 529 V – 820 V / 505 V – 820 V 2)
Rated input voltage 480 V 550 V
Max. input current 1250 A 1350 A
Minimum input voltage / VMPP_min at IMPP < IDCmax 429 V / 430 V 498 V / 500 V
Number of independent MPP inputs 1 1
Number of DC inputs 9 / 32 (Optiprotect) 9 / 32 (Optiprotect)
Output (AC)
Rated power (@ 25 °C) / nominal AC power (@ 50 °C) 550 kVA / 500 kVA 700 kVA / 630 kVA
Nominal AC voltage / range 270 V / 243 V – 297 V 315 V / 284 V – 347 V
AC frequency / range 50 Hz, 60 Hz / 47 Hz … 63 Hz 50 Hz, 60 Hz / 47 Hz … 63 Hz
Rated frequency / rated voltage 50 Hz / 270 V 50 Hz / 315 V
Max. output current 1176 A 1283 A
Max. THD < 3 % < 3 %
Power factor at rated power / adjustable shift factor 1 / 0.9 leading ... 0.9 lagging
Feed-in phases / connection phases 3 / 3 3 / 3
Eﬃ  ciency 7)
Max. eﬃ  ciency / European eﬃ  ciency / CEC eﬃ  ciency 98.6 % / 98.4 % / 98.5 % 98.7 % / 98.5 % / 98.5 %
Protection 
Input side disconnection device Motor-driven switch-disconnector / circuit breaker (Optiprotect)
Output side disconnection device AC circuit breaker
DC overvoltage protection / AC overvoltage protection Surge arrester type I / surge arrester type I
Grid monitoring ● ●
Ground fault monitoring / Remote ground fault monitoring ○ / ○ ○ / ○
Insulation monitoring ○ ○
Surge arrester for auxiliary supply ● ●
Protection class (as per IEC 62103) / overvoltage category (as per IEC 60664-1) I / III I / III
General Data
Dimensions (W / H / D) 2562 / 2279 / 956 mm (101 / 90 / 38 inch)
Weight 1800 kg 1800 kg
Operating temperature range -20 °C … +50 °C -20 °C … +50 °C
Noise emission 5) 60 db(A) 60 db(A)
Max. self-consumption (in operation) / self-consumption (at night) 1700 W 4) / < 100 W 1700 W 4) / < 100 W
External auxiliary supply voltage 230 / 400 V (3 / N / PE) 230 / 400 V (3 / N / PE)
Cooling concept OptiCool OptiCool
Degree of protection: electronics / connection area (as per IEC 60529) IP54 / IP23 IP54 / IP23
Application Unprotected outdoors Unprotected outdoors
Maximum permissible value for relative humidity (non-condensing) 15 % … 95 % 15 % … 95 %
Maximum operating altitude above MSL 2000 m 2000 m
Fresh air consumption 3000 m³/h 3000 m³/h
Features
DC terminal Ring terminal lug / cage terminal 
(Optiprotect)
Ring terminal lug / cage terminal 
(Optiprotect)
AC terminal Ring terminal lug Ring terminal lug
Display ○ ○
Communication protocols Ethernet (optical ﬁ ber optional), modbus Ethernet (optical ﬁ ber optional), modbus
Sunny String-Monitor RS485 / is not required (Optiprotect) RS485 / is not required (Optiprotect)
Color of enclosure, door, base, roof RAL 9016 / 9016 / 7005 / 7004
Certiﬁ cates and approvals (more upon request) EN 61000-6-2, EN 61000-6-4, EEG conformity, Arrêté du 4/23/08, 
R.D. 1663 / 2000, R.D. 661 / 2007, BDEW-MSRL / FGW / TR8⁶⁾
Classiﬁ cation of the ambient conditions (according to IEC 60721-3-4) 4S2, 4C2
● Standard features     ○ Optional features     — Not available
Type designation SC 500CP-10 SC 630CP-10







808 kW 853 kW 898 kW
1000 V / 1100 V optional 1000 V / 1100 V optional 1000 V / 1100 V optional
577 V – 820 V / 525 V – 820 V 2) 3) 609 V – 820 V / 554 V – 820 V 2) 3) 641 V – 820 V / 583 V – 820 V 2) 3)
 577 V – 820 V / 525 V – 820 V 2) 3) 609 V – 820 V / 554 V – 820 V 2) 3) 641 V – 820 V / 583 V – 820 V 2) 3)
565 V 595 V 620 V
1400 A 1400 A 1400 A
515 V / 515 V 545 V / 545 V 568 V / 570 V
1 1 1
9 / 32 (Optiprotect) 9 / 32 (Optiprotect) 9 / 32 (Optiprotect)
792 kVA / 720 kVA 836 kVA / 760 kVA 880 kVA / 800 kVA
324 V / 292 V – 356 V 342 V / 308 V – 376 V 360 V / 324 V – 396 V
50 Hz, 60 Hz / 47 Hz … 63 Hz 50 Hz, 60 Hz / 47 Hz … 63 Hz 50 Hz, 60 Hz / 47 Hz … 63 Hz
50 Hz / 324 V 50 Hz / 342 V 50 Hz / 360 V
1411 A 1411 A 1411 A
< 3 % < 3 % < 3 %
1 / 0.9 leading ... 0.9 lagging
3 / 3 3 / 3 3 / 3
98.6 % / 98.4 % / 98.5 % 98.6 % / 98.4 % / 98.5 % 98.6 % / 98.4 % / 98.5 %
Motor-driven switch-disconnector / circuit breaker (Optiprotect)
AC circuit breaker
Surge arrester type I / surge arrester type I
● ● ●
○ / ○ ○ / ○ ○ / ○
○ ○ ○
● ● ●
I / III I / III I / III
2562 / 2279 / 956 mm (101 / 90 / 38 inch)
1800 kg 1800 kg 1800 kg
-20 °C … +50 °C -20 °C … +50 °C -20 °C … +50 °C
60 db(A) 60 db(A) 61 db(A)
1700 W 4) / < 100 W 1700 W 4) / < 100 W 1700 W 4) / < 100 W
230 / 400 V (3 / N / PE) 230 / 400 V (3 / N / PE) 230 / 400 V (3 / N / PE)
OptiCool OptiCool OptiCool
IP54 / IP23 IP54 / IP23 IP54 / IP23
Unprotected outdoors Unprotected outdoors Unprotected outdoors
15 % … 95 % 15 % … 95 % 15 % … 95 %
2000 m 2000 m 2000 m
3000 m³/h 3000 m³/h 3000 m³/h
Ring terminal lug / cage terminal 
(Optiprotect)
Ring terminal lug / cage terminal 
(Optiprotect)
Ring terminal lug / cage terminal 
(Optiprotect)
Ring terminal lug Ring terminal lug Ring terminal lug
○ ○ ○
Ethernet (optical ﬁ ber optional), modbus Ethernet (optical ﬁ ber optional), modbus Ethernet (optical ﬁ ber optional), modbus
RS485 / is not required (Optiprotect) RS485 / is not required (Optiprotect) RS485 / is not required (Optiprotect)
RAL 9016 / 9016 / 7005 / 7004
EN 61000-6-2, EN 61000-6-4, EMC conformity, CE conformity, Arrêté du 4/23/08, R.D. 1663 / 2000, 
R.D. 661 / 2007, BDEW-MSRL / FGW / TR8⁶⁾
4S2, 4C2
SC 720CP-10 SC 760CP-10 SC 800CP-10
1) Startup at DC voltage < 1000 V
2) At 1.05 VAC, nom and cos ϕ = 1
3) Further AC voltages, DC voltages and power classes can be configured (for more detailed information, see technical information “Innovations_CP” at www.SMA.de)
4) Self-consumption during nominal operation
5) Sound pressure level at a distance of 10 m
6) With complete dynamic grid support
7) Efficiency measured without internal power supply
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APPENDIX F
INVERTER EFFICIENCY
F.1 Efficiencies of inverters
The efficiencies of the 84 inverters at Kalkbult solar PV plant in its first year of operation are
presented in this appendix. The provided inverter efficiency data is referred to in Chapter 5.
130
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APPENDIX F. INVERTER EFFICIENCY 131
Table F.1: Inverter efficiency during operational year 2014
Inverter Efficiency Inverter Efficiency Inverter Efficiency
% % %
1 96.75 29 97.13 57 96.80
2 97.45 30 97.43 58 98.47
3 96.73 31 95.59 59 98.04
4 96.60 32 96.62 60 97.11
5 97.74 33 98.11 61 98.39
6 97.91 34 98.39 62 96.95
7 97.28 35 98.26 63 98.39
8 96.59 36 97.03 64 96.79
9 96.95 37 97.15 65 97.32
10 96.98 38 98.60 66 95.51
11 96.22 39 96.39 67 97.34
12 95.63 40 95.92 68 98.00
13 97.86 41 96.64 69 97.55
14 97.73 42 96.20 70 96.96
15 98.09 43 97.56 71 97.97
16 97.70 44 97.20 72 97.70
17 98.27 45 97.58 73 98.35
18 96.81 46 97.44 74 94.94
19 98.28 47 96.45 75 97.90
20 97.72 48 97.59 76 98.06
21 98.18 49 97.24 77 97.71
22 98.56 50 98.05 78 97.40
23 97.74 51 98.07 79 98.27
24 98.12 52 97.84 80 97.96
25 97.74 53 97.34 81 96.88
26 96.88 54 97.50 82 97.62
27 98.14 55 96.67 83 97.99
28 96.95 56 97.45 84 98.21
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APPENDIX G
PVSYST FILE USING GHI AS INPUT-
HAY MODEL AND FIXED AXIS
The PVsyst file obtained when simulating the 75 MWP solar PV plant as a fixed axis system
with a tilt angle of thirty degrees using the Hay model and 30-minute averaged GHI data as
input, is presented in this appendix. The PVsyst file is referred to in Chapter 5.
132
Stellenbosch University  https://scholar.sun.ac.za
Stellenbosch University  https://scholar.sun.ac.za
Stellenbosch University  https://scholar.sun.ac.za
Stellenbosch University  https://scholar.sun.ac.za
 Stellenbosch University  https://scholar.sun.ac.za
APPENDIX H
PVSYST FILE USING GHI AS INPUT-
PEREZ MODEL AND FIXED AXIS
The PVsyst file presented in this appendix is referred to in Chapter 5. The PVsyst file gives
a summary of results obtained when simulating the 75 MWP solar PV plant using the Perez
model and 30-minute averaged GHI data as input in PVsyst software package.
137
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APPENDIX I
PVSYST FILE USING POA IRRADIANCE
AS INPUT- HAY MODEL AND FIXED AXIS
A summary of the simulation done in PVsyst using measured 30-minute averaged POA irra-
diance data as input and the Hay model is presented in this appendix in form of a PVsyst file.
The PVsyst file is referred to in Chapter 5.
142
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APPENDIX J
PVSYST LOSS MODEL VALIDATION
USING 2015 MEASURED DATA
In this appendix the improved PVsyst loss model created from measured data obtained in
2014 is validated using data measured in 2015 at the 75 MWP, Kalkbult solar PV plant. The
validation of the PVsyst loss model is referred to in Chapter 5.
J.1 Improved PVsyst model validation
There are several ways of importing meteo-data into PVsyst and the methods relevant to this
study are importing data using the PVsyst standard format and importing using the ASCII
method. The former allows for the importing of hourly values whereas the latter allows for the
importing of sub-hourly values. However, in this study meteo-data was imported into PVsyst
using the ASCII method due to its advantages over the PVsyst standard format, as mentioned
in Appendix C. Earlier on, the improved PVsyst loss model was validated using 2014 30-
minute averaged data as input. In this section, the improved PVsyst model is validated using
30-minute interval meteo-data for 2015 imported into PVsyst using the ASCII method with











































































E_Grid_Simulation_2015 Grid Yield_measured_2015 % Difference
Figure J.1: Improved PVsyst model validation using data for 2015
147
Stellenbosch University  https://scholar.sun.ac.za
APPENDIX J. PVSYST LOSS MODEL VALIDATION USING 2015 MEASURED DATA 148
Figure J.1 shows the measured versus simulated energy yield on the left vertical axis and the
percentage differences between the two on the right vertical axis. The percentage differences
between the measured and simulated energy yield for 2015 are within 2% for the majority of the
months, less than the uncertainty of the PVsyst simulation tool, except for October, November
and May. These differences in energy yield are in accordance with the respective differences in
the measured and simulated global plane irradiance, caused by the irradiance models within
the simulation tool not transposing GHI into GPI correctly. The deep in December is explained
by the missing measured values of energy yield and irradiance from the 9th to the 12th of
December as was observed in the measured data provided by Scatec Solar.
From the comparison of the results obtained from hourly input meteo-data and those from
30-minute interval data it was observed that the data with small time resolution gives better
results. The monthly energy yield simulated from the 30-minute averaged values for 2015 is
closer to the measured energy yield compared to that for 2014 obtained from hourly values. It
was also observed that the solar radiation patterns for 2014 and 2015 are different. In the next
section, the time shift correction applied when importing meteo-data into PVsyst is explained.
J.1.1 Time shift correction
In measured data values each record usually has a time label and depending on the data ac-
quisition systems, the time labels may be referenced to the interval beginning, interval middle,
interval end point or at any shifted time within the hour [19]. For example the recorded data
time labelled 10:00 to 11:00 may actually be measurements accumulations from 10:10 to 11:10.
The time label refers to the beginning of the record and concerns the accumulation up to the
next record in the PVsyst convention. PVsyst keeps its full-hour label, and calculations related
to the solar geometry are done for the middle of the interval (10:30), when it should actually
correspond to the middle of the irradiance measurement period.
For this reason, PVsyst defines a time shift correction expressed in minutes which may be
associated with the meteo-data file. This applies to meteo data files imported into PVsyst and
the time shift affects the shading, diffuse and transposition model computations, particularly
in the mornings or evenings. The correction is applied to the middle value of the hour for
the solar geometry calculations (in the recently given example, the computation of the solar
geometry will be at 10:40 and the time shift correction will be -10 minutes) [19].
PVsyst offers tools for the evaluation of the time shift correction, either using the Hourly
clearness index kt morning/evening graph or comparison to the clear sky model. If the time
shift is more than ±30 min, it is advised to modify the begin or end interval choice or the time
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zone of the reference site. The main cause of the discrepancy often observed between the POA
original values and the transposed values is the fact that when importing meteo-data, PVsyst
limits the values to reasonable values according to the clear sky model [19].
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APPENDIX K
PVSYST FILE USING THE PEREZ MODEL
AND SINGLE AXIS TRACKER AT ZERO
DEGREES TILT ANGLE
PVsyst file showing the results when the 75MWP solar PV plant is simulated as a single axis
tracker at a tilt angle of zero degrees using the Hay model. The PVsyst file is referred to in
Chapter 5.
150
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APPENDIX L
PVSYST FILE USING THE HAY MODEL
AND SINGLE AXIS TRACKER AT ZERO
DEGREES TILT ANGLE
PVsyst file showing the results when the 75MWP solar PV plant is simulated as a single axis
tracker at a tilt angle of zero degrees using the Hay model. The PVsyst file is referred to in
Chapter 5.
155
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APPENDIX M
PVSYST FILE USING THE PEREZ MODEL
AND SINGLE AXIS TRACKER AT THIRTY
DEGREES TILT ANGLE
PVsyst file showing the results when the 75MWP solar PV plant is simulated as a single axis
tracker at a tilt angle of thirty degrees using the Perez model. The PVsyst file is referred to in
Chapter 5.
160
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APPENDIX N
PVSYST FILE USING THE HAY MODEL
AND SINGLE AXIS TRACKER AT THIRTY
DEGREES TILT ANGLE
PVsyst file showing the results when the 75MWP solar PV plant is simulated as a single axis
tracker at a tilt angle of thirty degrees using the Hay model. The PVsyst file is referred to in
Chapter 5.
165
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APPENDIX O
PVSYST FILE USING THE PEREZ MODEL
AND DUAL AXIS TRACKER
PVsyst file showing the results when the 75MWP solar PV plant is simulated as a dual N-S axis
tracker using the Perez model. The PVsyst file is referred to in Chapter 5.
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APPENDIX P
PVSYST FILE USING THE HAY MODEL
AND DUAL AXIS TRACKER
PVsyst file showing the results when the 75MWP solar PV plant is simulated as a dual N-S axis
tracker using the Hay model. The PVsyst file is referred to in Chapter 5.
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APPENDIX Q
PEREZ MODEL COEFFICIENTS FOR
IRRADIANCE
The f coefficients given in Table Q.1, defined for specific bins of clearness (ε) shown in Table Q.2
are referred to in Chapter 6.
180
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Table Q.1: Perez model coefficients for irradiance (from Table 6 in[103]).
ε bin f11 f12 f13 f21 f22 f23
1 -0.008 0.588 -0.062 -0.06 0.072 -0.022
2 0.13 0.683 -0.151 -0.019 0.066 -0.029
3 0.33 0.487 -0.221 0.055 -0.064 -0.026
4 0.568 0.187 -0.295 0.109 -0.152 -0.014
5 0.873 -0.392 -0.362 0.226 -0.462 0.001
6 1.132 -1.237 -0.412 0.288 -0.823 0.056
7 1.06 -1.6 -0.359 0.264 -1.127 0.131
8 0.678 -0.327 -0.25 0.156 -1.377 0.251
Table Q.2: Sky clearness bins (from Table 1 in [103]).
ε bin Lower Bound Upper Bound







8 Clear 6.200 -
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